February 08, 2019

AMENDMENT #1
FOR
GMHA IFB 004-2019

Removal and Replacement of Two (2) Air Handling Units @ 1st Floor Lobby Entrance and Physical Therapy Department

TO: All prospective bidders,

This Amendment is being issued to clarify the following:

1) Submission Date as read: 8:30am, Tuesday, February 12, 2019, and Publicly Open at 9:00am, Tuesday, February 12, 2019.

   Submission Date Change to read as: 8:30am, Tuesday, February 26, 2019 and Publicly Open at 9:00am, Tuesday, February 26, 2019.

2) Vendor: Island Equipment Co.
   1. To have a second look at the AHU for us to bring additional personnel to inspect.
   2. To extend Bid opening date to March 1, 2019.

GMHA Response:
1. Second On-Site Inspection: Scheduled for Tuesday, February 12, 2019 @ 10:00am in the Facilities Maintenance Office.
2. Submission Date as read: 8:30am, Tuesday, February 12, 2019, and Publicly Open at 9:00am, Tuesday, February 12, 2019.
   Submission Date Change to read as: 8:30am, Tuesday, February 26, 2019 and Publicly Open at 9:00am, Tuesday, February 26, 2019.

3) Vendor: J & B Modern Tech
   1. Can we request for an extension on Bid submission from February 12, 2019 to February 22, 2019.
   2. Please change the 60 to 90 days to complete the project. Supplier requires 8-10 weeks for delivery on equipment. And change installation from 2 weeks to 3 weeks.
3. Are the existing unit to be replaced with the same Model/Brand or approved equal.
4. Are all DCC devices need to be replaced even though they are still in good condition.
5. For turning off the system and isolation of DCC devices, can the GMHA crew maintenance will assist the winning bidder for isolation on Main panel and DCC panel.

GMHA Response:
1. Submission Date as read: 8:30am, Tuesday, February 12, 2019, and Publicly Open at 9:00am, Tuesday, February 12, 2019.
Submission Date Change to read as: 8:30am, Tuesday, February 26, 2019 and Publicly Open at 9:00am, Tuesday, February 26, 2019.
2. State your requested completion and installation request on your Bid Proposal upon submission.
3. May bid according to Model/Brand specified, however may also bid for an equivalent. Must provide literature and specifications for equivalent being offered.
4. DCC still working good, only the sensor need to be replaced with new one, connected to supply and return.
5. GMH staff can assist them to turn On/Off the main DC control.

3) Vendor: Advance Management, Inc.
1. May we request for the extension of submission on February 12, 2019 of the Bid on the Removal and Replacement of Two Air handling Units at 1st Floor Lobby entrance and Physical Therapy.

GMHA Response:
1. Submission Date as read: 8:30am, Tuesday, February 12, 2019, and Publicly Open at 9:00am, Tuesday, February 12, 2019.
Submission Date Change to read as: 8:30am, Tuesday, February 26, 2019 and Publicly Open at 9:00am, Tuesday, February 26, 2019.

If any other questions/clarifications please send via telefax addressed to Mrs. Lillian Perez-Posadas, RN, MN.

Dolores F. Pangelinan,
Hospital Supply Management Admin.

~ 2 ~