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RECOMMEND APPROVAL

Date:

1. BEFORE BEGINNING WORK AT THE SITE, INSPECT THE EXISTING BUILDING AND DETERMINE THE
EXTENT OF FINISHES, SPECIALTIES, CASEWORK, EQUIPMENT AND OTHER ITEMS WHICH MUST BE
REMOVED AND REINSTALLED IN ORDER TO PERFORM THE WORK UNDER THIS CONTRACT.

2. THE DRAWINGS ONLY SHOW GENERAL AREAS WHERE WORK MUST BE ACCOMPLISHED UNDER
THIS CONTRACT.  INCIDENTAL WORK MAY ALSO BE NECESSARY IN AREAS NOT SHOWN ON THE
CONTRACT DRAWINGS DUE TO CHANGES AFFECTING EXISTING MECHANICAL, ELECTRICAL,
PLUMBING, OR OTHER SYSTEMS.  SUCH INCIDENTAL WORK SHALL FORM PART OF THIS
CONTRACT.  CONTRACTOR SHALL INSPECT THOSE AREAS, AND ASCERTAIN WORK NEEDED AND
PERFORM WORK IN ACCORD WITH THE CONTRACT REQUIREMENTS AND CONSIDERED AS PART OF
THE BASIC BID AND AT NO ADDITIONAL COST.

3. WHERE PERMANENT REMOVAL OF EXISTING MILLWORK, CASEWORK, CABINETWORK,
ACCESSORIES, EQUIPMENT OR FURNISHINGS IS REQUIRED, AND PREVIOUSLY CONCEALED
SURFACES ARE TO REMAIN EXPOSED, PATCH PREVIOUSLY CONCEALED SURFACES TO MATCH
ADJACENT EXPOSED SURFACES.  WHERE SUCH SURFACES ARE SCHEDULED TO RECEIVE NEW
FINISHES, PREPARE THE SURFACES TO RECEIVE THE NEW FINISHES.

6. WHERE CUTTING OF EXISTING SURFACES OR REMOVAL OF EXISTING FINISHES IS REQUIRED TO
PERFORM THE WORK UNDER THIS CONTRACT, AND A NEW FINISH IS NOT INDICATED, FILL R
ESULTING OPENINGS AND PATCH THE SURFACE AFTER DOING THE WORK, AND FINISH TO MATCH
ADJACENT EXISTING SURFACES.

7. SEAL TIGHT AND PROTECT WITH FIRE PROOFING, EXISTING AND NEW SLEEVES AND OPENINGS
THROUGH FLOORS AND WALLS.

10. WHERE ñMATCH EXISTING" IS INDICATED, NEW CONSTRUCTION OR FINISHES, AS APPROPRIATE TO
THE NOTE, SHALL MATCH THE EXISTING IN EVERY PARTICULAR ASPECT TO THE EXTENT
POSSIBLE.

11. WORK SHOWN AS DESCRIBED UNDER SCOPE OF WORK AS WELL AS RELATED INCIDENTAL WORK
SHALL BE NEW UNLESS SPECIFICALLY NOTED OR OTHERWISE INDICATED AS EXISTING.
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SECOND FLOOR PLAN _ A-WING:  DAMAGED LOCATIONS, PHOTO
KEY NOTES, SCOPE of REPAIR WORKS, NOTES, and KEY PLAN
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SECOND FLOOR PLAN _ A-WING:  DAMAGED LOCATIONS
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DAMAGED DESCRIPTIONS

1e

S-2.2 S-2.2.A

2e

S-2.2 S-2.2.A

3e

S-2.2 S-2.2.A

4e

S-2.2 S-2.2.A

5e

S-2.2 S-2.2.A

6e

S-2.2 S-2.2.A

7e

S-2.2 S-2.2.A

8e

S-2.2 S-2.2.A

9e

S-2.2 S-2.2.A

10e

S-2.2 S-2.2.A

11e

S-2.2 S-2.2.A

12e

S-2.2 S-2.2.A

13e

S-2.2 S-2.2.A

15e

S-2.2 S-2.2.A

10e

S-2.2 S-2.2.A

SEE

PHOTO             (100 sf)

16e

S-2.2 S-2.2.A

SEE

PHOTO             (91 lf)

8e

S-2.2 S-2.2.A

SEE

PHOTO             (1 ea)

1e

S-2.2 S-2.2.A

DETERIORATED ACCESS SHUTTER (1 ea)

8'-0" WIDE x 7'-0" HIGH.

DETERIORATED CEILING PAINT FLAKING (36 sf).

WALL CRACKS (9 lf) HORIZONTAL.

WALL PAINT FLAKING (120 sf).

WALL JOINT CRACKS (17 lf).

BEAM ROOF JOINT CRACKS (30 lf).

BEAM / WALL CRACKS & SPALLS WITH EXPOSED

REBAR (8 sf),

DETERIORATED SIDEWALK RAILINGS (91 lf).

DETERIORATED STEEL GRILLE GUARD AND SCREEN

(10'x10').

PARAPET PAINT FLAKING (100 sf).

CONCRETE PARAPET SPALLS WITH EXPOSED REBAR

(2 sf).

UNDER SLAB CONCRETE SPALLS (1 sf).

WINDOW SEAL AND SEALANT DETERIORATED (35 lf).

DETERIORATED RAILING PAINT (32 lf).

DETERIORATED WALL PAINT (3060 sf).

A1

A2

SEE

PHOTO             (216 sf)

2e

S-2.2 S-2.2.A

SEE

PHOTO             (15 lf)

7e

S-2.2 S-2.2.A

SEE

PHOTO             (17 lf)

7e

S-2.2 S-2.2.A

SEE

PHOTO             (9 lf)

3e

S-2.2 S-2.2.A

SEE

PHOTO             (646 Sf)

16e

S-2.2 S-2.2.A

SEE

PHOTO             (30 lf)

6e

S-2.2 S-2.2.A

SEE

PHOTO             (120 sf)

4e

S-2.2 S-2.2.A

SEE

PHOTO             (104 lf)

13e

S-2.2 S-2.2.A

SEE

PHOTO             (1530 sf)

16e

S-2.2 S-2.2.A

SEE

PHOTO             (2 sf)

11e

S-2.2 S-2.2.A

SEE

PHOTO           .10e

S-2.2 S-2.2.A

SEE

PHOTO             (1 sf)

12e

S-2.2 S-2.2.A

15e

S-2.2 S-2.2.A

SEE

PHOTO             (35 lf)

SCOPE OF REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY FILLER.

SAWCUT 1" MIN EACH SIDE OF CONTROL JOINT, REMOVE JOINT
SEALANT, CLEAN and FILL w/ FLEXIBLE JOINT MORTAR PATCH, SEE

11

S-12.1 S-12.1

11

S-12.1 S-12.1

REMOVE EXIST SIDEWALK RAILING & ITS ACCESSORIES and REPLACE
WITH NEW TO MATCH EXISTING, SEE DETAIL.

1

S-16.1 S-16.1

GRIND SURFACES OF EXIST TUBING GRILLE, CLEAN & PROVIDE NEW
PAINT.  REMOVE EXIST SCREEN & REPLACE WITH NEW.

REMOVE EXISTING WINDOW SEAL/SEALANT and PROVIDE WITH NEW.

WIRE BRUSH EXISTING RAILING TO REMOVE PAINT, CLEAN AND PROVIDE
NEW PAINT, PER GMHA FACILITY STANDARD.

WATERBLAST SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY FILLER.
3

S-12.1 S-12.1

WATERBLAST SCRAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

8

S-12.1 S-12.1

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

WATERBLAST SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

9

S-12.1 S-12.1

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

2

S-12.1 S-12.1

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

SEE

PHOTO             (10'x10')

9e

S-2.2 S-2.2.A

SEE

PHOTO             (3420 sf)

14e

S-2.2 S-2.2.A

14e

S-2.2 S-2.2.A

DETERIORATED CEILING PAINT (3420 sf). WATERBLAST TO CLEAN EXISTING CEILING SURFACES, SCRAPE OFF
PEELED PAINTS, CLEAN AND PREPARE TO RECEIVE NEW PAINT PER
GMHA FACILITY STANDARD.

16e

S-2.2 S-2.2.A

SEE

PHOTO             (884 Sf)

F-WING

L-WING

Z-WING

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-2.2.A _ A-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET S-2.2.1.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.

REMOVE EXISTING ACCESS ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

BIRDS DROPPINGS PRESENT ON BEAM, HOODS,

PIPES, DUCT WORK, SHUTTER HEAD, ETC. FROM

LIGHT TO HEAVILY INFESTED NARROW TO EXTRA

WIDE AREAS.

5

S-9.1 S-9.1

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

17e

S-2.2 S-2.2.A

REMOVE EXISTING WINDOW SHUTTERS and ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

DETERIORATED WINDOW ACCORDION

SHUTTERS

20e

S-2.2 S-2.2.A

DETERIORATED WINDOW SHUTTERS.

SEE

PHOTO            .18e

S-2.2 S-2.2.A

18e

S-2.2 S-2.2.A

DETERIORATED FIXED GLASS WINDOW CURTAIN

WALL.

REMOVE FIXED GLASS WINDOW CURTAIN WALLS and ITS ACCESSORIES
and REPLACE with NEW FIXED GLASS WINDOW.

19e

S-2.2 S-2.2.A

19e

S-2.2 S-2.2.A

1,2,3

S-9.1 S-9.1

SEE

PHOTO            .21e

S-2.2 S-2.2.A

DETERIORATED WALL EXHAUST HOOD.

21e

S-2.2 S-2.2.A

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.

4

S-9.1 S-9.1

DETERIORATED DOOR HEAD BLOWER

(2 each - 7' W x 1' H x 1' D).

22e

S-2.2 S-2.2.A

REMOVE EXISTING DOOR HEAD BLOWER and REPLACE WITH NEW to
MATCH EXISTING, SEE MECHANICAL PLAN and DETAIL.

SEE

PHOTO             (2 ea)

22e

S-2.2 S-2.2.A
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PHOTO 14e
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PHOTO 15e
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PHOTO 16e
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PHOTO

1

S-1.1 S-2.2.A

SECOND FLOOR EXTERIOR KEY PHOTOS _ A-WING

SCALE: NTS

DETERIORATED ACCESS SHUTTER (1 ea). DETERIORATED CEILING PAINT FLAKING (36 sf). WALL CRACKS (9 lf) HORIZ and (17 lf) VERT. WALL PAINT FLAKING (120 sf). WALL JOINT CRACKS (17 lf). BEAM ROOF JOINT CRACKS (30 lf).

BEAM AND WALL CRACKS WITH EXPOSED

REBAR (8 sf).

DETERIORATED SIDEWALK RAILINGS (91 lf).

DETERIORATED STEEL GRILLE GUARD

AND SCREEN (10'x10').

PARAPET PAINT FLAKING (100 sf).

CONCRETE PARAPET SPALLS WITH REBAR (2 sf).

UNDER SLAB CONCRETE SPALLS (1 sf).

WINDOW SEAL AND SEALANT DETERIORATED (35 lf).

DETERIORATED RAILING PAINT (32 lf).

DETERIORATED WALL PAINT (927 sf).

12e
S-2.2 S-2.2.A

PHOTO

DETERIORATED CEILING PAINT (3,420 sf).

DETERIORATED FIXED GLASS CURTAIN

WALL and WINDOW SHUTTERS.

19e
S-2.2 S-2.2.A

DETERIORATED WINDOW ACCORDION

SHUTTERS.

20e
S-2.2 S-2.2.A

PHOTO21e
S-2.2 S-2.2.A

PHOTO
DETERIORATED WALL EXHAUST HOOD

18e
S-2.2 S-2.2.A

22e
S-2.2 S-2.2.A

PHOTO

DETERIORATED DOOR HEAD BLOWER (2 ea).
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SECOND FLOOR PLAN _ A-WING:  REPAIR AREA LOCATIONS

SCALE: 3/32" = 1' - 0"
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NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-2.2.A _ A-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.
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SCOPE OF REPAIR WORKS
DETAIL
SHOWNREPAIR METHODS

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY FILLER.

SAWCUT 1" MIN EACH SIDE OF CONTROL JOINT, REMOVE JOINT
SEALANT, CLEAN and FILL w/ FLEXIBLE JOINT MORTAR PATCH, SEE

REMOVE EXIST SIDEWALK RAILING & ITS ACCESSORIES and REPLACE
WITH NEW TO MATCH EXISTING, SEE DETAIL.

GRIND SURFACES OF EXIST TUBING GRILLE, CLEAN & PROVIDE NEW
PAINT.  REMOVE EXIST SCREEN & REPLACE WITH NEW.

REMOVE EXISTING WINDOW SEAL/SEALANT and PROVIDE WITH NEW.

WIRE BRUSH EXISTING RAILING TO REMOVE PAINT, CLEAN and PROVIDE
NEW PAINT, PER GMHA FACILITY STANDARD.

WATERBLAST SCRAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY FILLER.

WATERBLAST SCRAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

WATERBLAST SCRAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

WATERBLAST TO CLEAN EXISTING CEILING SURFACES, SCRAPE OFF
PEELED PAINTS, CLEAN and PREPARE TO RECEIVE NEW PAINT PER
GMHA FACILITY STANDARD.

REMOVE EXISTING ACCESS ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

1

2

3

4

5

6

7

8

9

10

11

12

13

14

15

16

17

REMOVE EXISTING WINDOW SHUTTERS and ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

19

20

17

W1

REMOVE FIXED GLASS WINDOW CURTAIN WALLS and ITS
ACCESSORIES and REPLACE with NEW FIXED GLASS WINDOW.18

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.

20

21

21

TYP

TYP

11

S-12.1 S-12.1

11

S-12.1 S-12.1

1

S-16.1 S-16.1

3

S-12.1 S-12.1

8

S-12.1 S-12.1

10

S-12.1 S-12.1

2

S-12.1 S-12.1

5

S-9.1 S-9.1

1,2,3

S-9.1 S-9.1

4

S-9.1 S-9.1

REMOVE EXISTING DOOR HEAD BLOWER and REPLACE WITH NEW to
MATCH EXISTING, SEE MECHANICAL PLAN and DETAIL.22

22
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SECOND FLOOR PLAN _ B-WING:  DAMAGED LOCATIONS

SCALE: 3/32" = 1' - 0"
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PHOTO KEY NOTES:

WING PHOTO
No.

DAMAGED DESCRIPTIONS

HORIZONTAL CONCRETE WALL CRACKS (22 lf).

CONCRETE SPALLS (4 sf).

VERTICAL WALL CRACK (12 lf).

DOOR SEALANT AND SEAL DETERIORATED

(20 lf, 14 lf).

DETERIORARED WALL PAINT AND FLAKING (Ñ 1,560 sf).

WALL PAINT FLAKING (Ñ 680 sf).

DETERIORATED WINDOW SEAL & SEALANT (320 lf).

VERTICAL WALL CRACK WITH SPALLS (6 sf).

SEE

PHOTO             (1560 sf)

5e

S-2.3 S-2.3.A

SEE

PHOTO             (320 lf), TYP

7e

S-2.3 S-2.3.A

6e

S-2.3 S-2.3.A

SEE

PHOTO             (680 sf)

4e

S-2.3 S-2.3.A

SEE (20 lf SEALANT),

PHOTO             & (14 lf SEAL)

SCOPE OF REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING DOOR SEAL/SEALANT AND REPLACE WITH NEW.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY GROUT,
SEE DETAIL.

3

S-12.1 S-12.1

SAWCUT AND CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE AND
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

10

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY GROUT,
SEE DETAIL.

3

S-12.1 S-12.1

WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

REMOVE EXISTING WINDOW SEAL/SEALANT AND REPLACE WITH NEW.

WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

6

S-12.1 S-12.1

SAWCUT DAMAGED CRACKS & SPALLS, CHIP OFF TO SOUND CONCRETE &
PATCH w/ EPOXY MORTAR. PROVIDE NEW PAINT PER GMHA STANDARD.

A-WING

D-WING
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B
F-WING

L-WING

Z-WING

BIRDS DROPPINGS PRESENT ON BEAM, HOODS,

PIPES, DUCT WORK, SHUTTER HEAD, ETC. FROM

LIGHT TO HEAVILY INFESTED NARROW TO EXTRA

WIDE AREAS.

5

S-9.1 S-9.1

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

10e

S-2.3 S-2.3.A

REMOVE EXISTING WINDOW SHUTTERS AND ITS ACCESSORIES AND
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH AND HEIGHT OF EXISTING WALL
OPENING.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS AND ITS
ACCESSORIES AND REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

DETERIORATED WINDOW ACCORDION

SHUTTERS

13e

S-2.3 S-2.3.A

DETERIORATED WINDOW SHUTTERS.

11e

S-2.3 S-2.3.A

DETERIORATED FIXED GLASS WINDOW CURTAIN

WALL.

REMOVE FIXED GLASS WINDOW CURTAIN WALLS and ITS ACCESSORIES
and REPLACE with NEW FIXED GLASS WINDOW.

12e

S-2.3 S-2.3.A

1,2,3

S-9.1 S-9.1

DETERIORATED WALL EXHAUST HOOD

(4'-8"Wx1'-8"Hx15"D).

9e

S-2.3 S-2.3.A

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.

4

S-9.1 S-9.1

SEE

PHOTO             (1 ea) .

9e

S-2.3 S-2.3.A,

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-2.3.A _ B-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET S-2.3.1.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE 

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL 

QUANTITIES AS VERIFIED BY THE OWNER.

13e

S-2.3 S-2.3.A

SEE

PHOTO             (8 ea)          .

11e

S-2.3 S-2.3.A,

SEE

PHOTO                                .

10e

S-2.3 S-2.3.A

10e

S-2.3 S-2.3.A

12e

S-2.3 S-2.3.A

14e

S-2.3 S-2.3.A,

SEE

PHOTO              (476 sf)

14e

S-2.3 S-2.3.A

DETERIORATED WALL PAINT (Ñ 476 sf). WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

DETERIORATED WALL EXHAUST HOOD

(7'Wx1'-8"Hx1'3"D).

15e

S-2.3 S-2.3.A

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.

15e

S-2.3 S-2.3.A,

SEE

PHOTO              (1 ea)

16e

S-2.3 S-2.3.A

DETERIORATED STEEL DOORS (4 ea). REMOVE EXISTING DOORS and ITS ACCESSORIES and REPLACE with NEW
TO MATCH EXISTING, SEE SHEET S-7.1 for DOOR SCHEDULE.

1,2,3

S-8.1 S-8.1

16e

S-2.3 S-2.3.A

SEE

PHOTO             (4 ea)
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SECOND FLOOR EXTERIOR KEY PHOTOS _ B-WING
kje
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2e
S-2.3 S-2.3.A

PHOTO 3e
S-2.3 S-2.3.A

PHOTO

7e
S-2.3 S-2.3.A

PHOTO 8e
S-2.3 S-2.3.A

PHOTO

1

S-2.3 S-2.3.A

SECOND FLOOR EXTERIOR KEY PHOTOS _ B-WING

SCALE: NTS

1e
S-2.3 S-2.3.A

PHOTO 5e
S-2.3 S-2.3.A

PHOTO 6e
S-2.3 S-2.3.A

PHOTO

HORIZONTAL CONCRETE WALL CRACKS (22 Lf). CONCRETE SPALLS (4 Sf).
VERTICAL WALL CRACK (12 Lf). DOOR SEALANT AND SEAL DETERIORATED

(20 Lf, 14 Lf).

DETERIORARED WALL PAINT AND FLAKING

(Ñ 1,560 Sf).

WALL PAINT FLAKING (Ñ 680 Sf).

DETERIORATED WINDOW SEAL & SEALANT (320 Lf). VERTICAL WALL CRACK WITH SPALLS (8 Sf).

4e
S-2.3 S-2.3.A

PHOTO

9e
S-2.3 S-2.3.A

PHOTO

DETERIORARED WALL EXHAUST HOOD BIRDS DROPPINGS ON HOODS, SHUTTERS

LEDGES, ETC

10e
S-2.3 S-2.3.A

PHOTO

DETERIORATED FIXED GLASS WINDOW

SHUTTERS

11e
S-2.3 S-2.3.A

PHOTO

DETERIORATED FIXED GLASS WINDOW

SHUTTERS

12e
S-2.3 S-2.3.A

PHOTO

13e
S-2.3 S-2.3.A

PHOTO

DETERIORATED WINDOW ACCORDION

SHUTTERS (8 ea)

14e
S-2.3 S-2.3.A

PHOTO

DETERIORATED WALL PAINTS (Ñ 476 sf)

15e
S-2.3 S-2.3.A

PHOTO

DETERIORATED WALL EXHAUST HOOD
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SECOND FLOOR PLAN _ B-WING:  REPAIR AREA LOCATIONS, 
SCOPE of REPAIR WORKS, NOTES and KEY PLAN
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SECOND FLOOR PLAN _ B-WING:  REPAIR AREA LOCATIONS

SCALE: 3/32" = 1' - 0"
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No.

SCOPE OF REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING DOOR SEAL/SEALANT AND REPLACE WITH NEW.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY GROUT,
SEE DETAIL.

SAWCUT AND CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE AND
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY GROUT,
SEE DETAIL.

WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

REMOVE EXISTING WINDOW SEAL/SEALANT AND REPLACE WITH NEW.

WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

SAWCUT DAMAGED CRACKS & SPALLS, CHIP OFF TO SOUND CONCRETE &
PATCH w/ EPOXY MORTAR. PROVIDE NEW PAINT PER GMHA STANDARD.

D8
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B
F-WING

L-WING

Z-WING

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

REMOVE EXISTING WINDOW SHUTTERS AND ITS ACCESSORIES AND
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH AND HEIGHT OF EXISTING WALL
OPENING.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS AND ITS
ACCESSORIES AND REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

REMOVE FIXED GLASS WINDOW CURTAIN WALLS and ITS ACCESSORIES
and REPLACE with NEW FIXED GLASS WINDOW.

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-2.3.1.A _ B-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE 

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL 

QUANTITIES AS VERIFIED BY THE OWNER.

10
'-3

"

WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.
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D9

REMOVE EXISTING DOORS and ITS ACCESSORIES and REPLACE with NEW
TO MATCH EXISTING, SEE SHEET S-7.1 for DOOR SCHEDULE.16
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SECOND FLOOR PLAN _ C-WING:  DAMAGED LOCATIONS, PHOTO
KEY NOTES, SCOPE of REPAIR WORKS, NOTES and KEY PLAN
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GRAPHIC SCALE:

11 10 9 8

1

S-2.1 S-2.4

SECOND FLOOR PLAN _ C-WING:  DAMAGED LOCATIONS

SCALE: 3/32" = 1' - 0"
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SEE

PHOTO             (800 sf)

1e

S-2.4 S-2.4.A

SEE

PHOTO             (63 sf)

3e

S-2.4 S-2.4.A

SEE

PHOTO           .18e

S-2.4 S-2.4.A

SEE

PHOTO             (64 sf)

10e

S-2.4 S-2.4.A

9e

S-2.4 S-2.4.A

SCRUB

DELIVERY RM.

1e

S-2.4 S-2.4.A

SEE

PHOTO             (160 sf)

SEE

PHOTO             (168 sf)

2e

S-2.4 S-2.4.A

SEE

PHOTO             (12 lf)

12e

S-2.4 S-2.4.A

SEE

PHOTO           .5e

S-2.4 S-2.4.A

SEE                   TYP (644 lf,

PHOTO             Sealant & Seal)

6e

S-2.4 S-2.4.A

SEE

PHOTO              (405 sf)

3e

S-2.4 S-2.4.A

SEE

PHOTO             (3 ea), 36" L

7e

S-2.4 S-2.4.A

SEE

PHOTO             TYP (1024 sf)

2e

S-2.4 S-2.4.A

SEE

PHOTO           .8e

S-2.4 S-2.4.A

SEE (31 lf, Seal)

PHOTO             (62 lf, Slnt)

SEE

PHOTO             (276 sf)

3e

S-2.4 S-2.4.A

SEE TYP, (288 lf, Seal

PHOTO             & Sealant)

6e

S-2.4 S-2.4.A

SEE

PHOTO             20"x16"x16.5"D17e

S-2.4 S-2.4.A

SEE

PHOTO             (800 sf)

2e

S-2.4 S-2.4.A

SEE

PHOTO             (46 lf)

12e

S-2.4 S-2.4.A

SEE

PHOTO             (56 lf)

11e

S-2.4 S-2.4.A

SEE

PHOTO             (46 lf)

12e

S-2.4 S-2.4.A

SEE

PHOTO             (8 lf)

18e

S-2.4 S-2.4.A

SEE

PHOTO             (64 sf)

10e

S-2.4 S-2.4.A

SEE

PHOTO             (4 sf)

19e

S-2.4 S-2.4.A

SEE

PHOTO           .21e

S-2.4 S-2.4.A

SEE

PHOTO             (50 lf).

14e

S-2.4 S-2.4.A

SEE

PHOTO              (60 lf).

13e

S-2.4 S-2.4.A

20e

S-2.4 S-2.4.A

SEE

PHOTO              (48 lf).

15e

S-2.4 S-2.4.A

SEE

PHOTO           .4e

S-2.4 S-2.4.A

SEE

PHOTO             32"x20"x20"D17e

S-2.4 S-2.4.A

SEE

PHOTO             8'x18"x26"D22e

S-2.4 S-2.4.A

SEE

PHOTO             (20 lf)

16e

S-2.4 S-2.4.A

SEE (3 lf, Threshold)

PHOTO              (62 lf, Sealant), (31 lf, Seal)

122'-6" 8'-0"8'-0"

92
'-1

"
8'-

0"

SEE

PHOTO             (368 sf)

23e

S-2.4 S-2.4.A

SEE

PHOTO             (2040 sf)

23e

S-2.4 S-2.4.A

SEE

PHOTO             (2380 sf)

23e

S-2.4 S-2.4.A
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L-WING

Z-WING

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WINDOW SEAL / SEALANT and REPLACE WITH NEW.

WATERBLAST EXISTING WATER PONDING, ROUGHEN SURFACES and
PROVIDE NEW WITH EPOXY MORTAR TOPPING, TYPICAL.

WATERBLAST EXISTING FLOOR, SCRAPE OFF PEELED COATING, CLEAN
and PROVIDE NEW POLYURETHANE FLOOR COATING.

1,2,3

S-9.1 S-9.1

REMOVE EXISTING WINDOW, FRAME & ITS ACCESSORIES and REPLACE
WITH NEW. SEE SCHEDULE AND DETAILS.

CHIP OFF EXISTING DAMAGED AREA TO SOUND CONCRETE and PATCH
WITH EPOXY MORTAR.

REMOVE EXISTING LIGHT FIXTURE and REPLACE WITH NEW.

REMOVE EXISTING DOOR SEAL / SEALANT and REPLACE WITH NEW.

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW, SEE
MECHANICAL PLAN and DETAILS.

REMOVE EXISTING SEAL, SEALANT, THRESHOLD and REPLACE WITH
NEW.

WATERBLAST EXISTING AFFECTED AREAS, CLEAN and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

WATERBLAST TO CLEAN PARAPET WALL SURFACES and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

PHOTO KEY NOTES:

WING PHOTO
No.
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DAMAGED DESCRIPTION

1e

S-2.4 S-2.4.A

2e

S-2.4 S-2.4.A

3e

S-2.4 S-2.4.A

4e

S-2.4 S-2.4.A

5e

S-2.4 S-2.4.A

6e

S-2.4 S-2.4.A

7e

S-2.4 S-2.4.A

8e

S-2.4 S-2.4.A

9e

S-2.4 S-2.4.A

10e

S-2.4 S-2.4.A

11e

S-2.4 S-2.4.A

12e

S-2.4 S-2.4.A

13e

S-2.4 S-2.4.A

14e

S-2.4 S-2.4.A

DETERIORATED WINDOW FRAME, GLASS, SEAL &

SEALANT WITH GREEN ALGAE & MILDEW (960 sf).

PEELED FLOOR COATING (1,992 sf)

WATER PONDING (768 sf)

LIGHT FIXTURE DETERIORATED , (1 ea).

WEEP DRAIN WITH EXPOSED REBAR, (1 sf).

DETERIORATED WINDOW;

SEAL (288lf) & SEALANT (644 lf)

WALL CRACKS (3 EA,36L) = (9 lf).

PARAPET SPALLS AND PAINT FLAKING (50 sf)

DETERIORATED SEAL AND SEALANT AT DOOR

UNDERSIDE SLAB PAINT FLAKING (240 + 64 sf)

FLOOR CRACKS (56 lf)

WALL CRACKS (180 lf)

DETERIORATED PIPE RAILING PAINT, (60 lf).

MULTIPLE WALL CRACKS, VERTICAL AND HORIZONTAL

ON CEMENT BOARD WALL, (50 lf).

FLOOR CRACKS ON DOOR SILL TOPPING, (12 lf).

UNDERSIDE ROOF SPALL AT WALL AND ROOF JOINT,

(20 lf).

DETERIORATED WALL EXHAUST AND EQUIPMENT

(3ea)

FASCIA CORNER CRACK, (1.5 sf).

FASCIA AND WALL JOINT SPALL (4 sf)

DETERIORATED DOOR;   SEAL (31 lf), SEALANT (62 lf) &

THRESHOLD (3 lf).

BIRDS DROPPING ON BEAMS

DETERIORATED MECHANICAL DUCTING, 8'x18"x26"D

15e

S-2.4 S-2.4.A

16e

S-2.4 S-2.4.A

17e

S-2.4 S-2.4.A

18e

S-2.4 S-2.4.A

19e

S-2.4 S-2.4.A

20e

S-2.4 S-2.4.A

21e

S-2.4 S-2.4.A

22e

S-2.4 S-2.4.A

DETERIORATED WALL PAINTS (4,788 sf).

23e

S-2.4 S-2.4.A

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

3

S-12.1 S-12.1

WATERBLAST & SCRAPE OFF PAINT FLAKING, CHIP OFF DAMAGED
CONCRETE SPALL, CLEAN & PATCH WITH EPOXY MORTAR.  PROVIDE
NEW PAINT PER GMHA FACILITY STANDARD.

3

S-12.1 S-12.1

WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

GRIND TRACES OF CRACKS ON FLOOR, CLEAN and INJECT WITH EPOXY
GROUT, SEE DETAIL.

5

S-12.1 S-12.1

GRIND TRACES OF CRACKS ON WALLS, CLEAN and INJECT WITH EPOXY
GROUT, SEE DETAIL.

5

S-12.1 S-12.1

WIRE BRUSH OR GRIND EXISTING GUARD RAILS, CLEAN and PROVIDE
NEW PAINT, PER GMHA FACILITY STANDARD.

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

3

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

6

S-12.1 S-12.1

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

11

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

5

S-12.1 S-12.1

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

8

S-12.1 S-12.1

SEE

PHOTO            .

20e

S-2.4 S-2.4.A

BIRDS DROPPINGS PRESENT ON BEAM, HOODS,

PIPES, DUCT WORK, SHUTTER HEAD, ETC. FROM

LIGHT TO HEAVILY INFESTED NARROW TO EXTRA

WIDE AREAS.

5

S-9.1 S-9.1

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

24e

S-2.4 S-2.4.A

25e

S-2.4 S-2.4.A

REMOVE EXISTING WINDOW SHUTTERS and ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

DETERIORATED WINDOW SHUTTERS.

25e

S-2.4 S-2.4.A

4

S-9.1 S-9.1

SEE

PHOTO             TYP to 1825e

S-2.4 S-2.4.A

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

DETERIORATED WINDOW ACCORDION

SHUTTERS

26e

S-2.4 S-2.4.A

25e

S-2.4 S-2.4.A

27e

S-2.4 S-2.4.A

DETERIORARED WALL PAINT (Ñ 2,056 sf). WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

27e

S-2.4 S-2.4.A,

SEE

PHOTO                               .

25e

S-2.4 S-2.4.A

27e

S-2.4 S-2.4.A,

SEE

PHOTO                               .

SEE

PHOTO            7'x20"x15"D17e

S-2.4 S-2.4.A,

24e

S-2.4 S-2.4.A

NOTES: 

1. FOR GENERAL REPAIR METHODS,

SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS

DESCRIPTION OF DAMAGES,

SEE SHEET S-2.4.A _ A-WING.

3. FOR REPAIR AREA LOCATIONS,

SEE SHEET S-2.4.1.

4. ALL QUANTITIES SHOWN ARE

ESTIMATED.  THE CONTRACTOR

SHALL BE PAID BASE UPON

ACTUAL QUANTITIES AS VERIFIED

BY THE OWNER.

REMOVE EXISTING EXTERIOR DUCTING and REPLACE WITH NEW
STAINLESS STEEL DUCTING, SEE MECHANICAL PLAN and DETAILS.
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PHOTO 13e
S-2.4 S-2.4.A

PHOTO 14e
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PHOTO

DETERIORATED WINDOW FRAME, GLASS, SEAL &

SEALANT WITH GREEN ALGAE & MILDEW (960 sf).

PEELED FLOOR COATING (1,992 sf) WATER PONDING (768 sf) LIGHT FIXTURE DETERIORATED WEEP DRAIN WITH EXPOSED REBAR

DETERIORATED WINDOW

SEAL (644 lf) & SEALANT (288 lf), = (932 lf),

TYP AT CORRIDOR.

WALL CRACKS (3 EA,36L).

PARAPET SPALLS AND PAINT FLAKING (50 sf).
DETERIORATED SEAL AND SEALANT AT DOOR

UNDERSIDE SLAB PAINT FLAKING (240 + 64 sf). FLOOR CRACKS (56 lf). WALL CRACKS (180 lf).

DETERIORATED PIPE RAILING PAINT (60 lf).
MULTIPLE WALL CRACKS, VERTICAL AND

HORIZONTAL ON CEMENT BOARD WALL (50 lf).

FLOOR CRACKS ON DOOR SILL TOPPING (12 lf). UNDERSIDE ROOF SPALL AT WALL AND

ROOF JOINT (20 lf).

DETERIORATED WALL EXHAUST HOOD AND

EQUIPMENT (2 EA).

FASCIA CORNER CRACK (1.5 sf).

FASCIA AND WALL JOINT SPALL (4 sf) BIRDS DROPPING ON BEAMS

DETERIORATED MECHANICAL DUCTING,

8'x18"x26"D.

DETERIORATED WALL PAINTS (4,788 sf)
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PHOTO 16e
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PHOTO 21e
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PHOTO

22e
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PHOTO 23e
S-2.4 S-2.4.A

PHOTO

DETERIORATED DOOR;   SEAL (31 lf)

& SEALANT (62 lf) &

            THRESHOLD (3 lf).

DETERIORATED WALL PAINTS (2,056 sf)

27e
S-2.4 S-2.4.A

PHOTO

DETERIORATED WINDOW SHUTTERS

25e
S-2.4 S-2.4.A

PHOTO 26e
S-2.4 S-2.4.A

PHOTO

DETERIORATED WINDOW ACCORDION

SHUTTERS

32"x20"x20"D

20"x16"x16.5"D

7'x20"x15"D
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SECOND FLOOR PLAN _ C-WING:  REPAIR AREA LOCATIONS

SCALE: 3/32" = 1' - 0"
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DELIVERY RM.

SEE (3 lf, Threshold)

DETAIL (62 lf, Sealant),

      (31 lf, Seal)
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(DO) WHERE LOCATED TO
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ALLOW PROPER FLOW OF

RAINWATER, TYP
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DO
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CRICKETS, TYP

NEW CONC TOPPING, WATERBLAST &

ROUGHEN EXISTING CONC SURFACES TO

1/4 AMPLITUDE CLEAN AND APPLY EPOXY

BINDER PRIOR TO POURING OF NEW CONC

CEMENT TOPPING.  PROVIDE NEW

POLYURETHANE FLOOR COATING ON

ENTIRE CORRIDOR, TYPICAL

FLOWLINE TO

DRAIN OPENING

(DO), TYPICAL

NEW DOOR SEAL (31 lf)

NEW DOOR SEALATN (62 lf),

SEE NEW SCOPE OF WORK
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SCALE :
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3/32" = 1'-0"

32'16'4'

GRAPHIC SCALE:

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WINDOW SEAL / SEALANT and REPLACE WITH NEW.

WATERBLAST EXISTING WATER PONDING, ROUGHEN SURFACES and
PROVIDE NEW WITH EPOXY MORTAR TOPPING, TYPICAL.

WATERBLAST EXISTING FLOOR, SCRAPE OFF PEELED COATING, CLEAN
and PROVIDE NEW POLYURETHANE FLOOR COATING.

REMOVE EXISTING WINDOW, FRAME & ITS ACCESSORIES and REPLACE
WITH NEW. SEE SCHEDULE and DETAILS.

CHIP OFF EXISTING DAMAGED AREA TO SOUND CONCRETE and PATCH
WITH EPOXY MORTAR.

REMOVE EXISTING LIGHT FIXTURE and REPLACE WITH NEW.

REMOVE EXISTING DOOR SEAL / SEALANT and REPLACE WITH NEW.

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL, SEE MECHANICAL PLAN and DETAILS.

REMOVE EXISTING SEAL, SEALANT, THRESHOLD and REPLACE WITH
NEW.

WATERBLAST EXISTING AFFECTED AREAS, CLEAN and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

WATERBLAST TO CLEAN PARAPET WALL SURFACES and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

WING PHOTO
No.
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GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

WATERBLAST & SCRAPE OFF PAINT FLAKING, CHIP OFF DAMAGED
CONCRETE SPALL, CLEAN & PATCH WITH EPOXY MORTAR.  PROVIDE
NEW PAINT PER GMHA FACILITY STANDARD.

WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.

GRIND TRACES OF CRACKS ON FLOOR, CLEAN and INJECT WITH EPOXY
GROUT, SEE DETAIL.

GRIND TRACES OF CRACKS ON WALLS, CLEAN and INJECT WITH EPOXY
GROUT, SEE DETAIL.

WIRE BRUSH OR GRIND EXISTING GUARD RAILS, CLEAN and PROVIDE
NEW PAINT, PER GMHA FACILITY STANDARD.

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW PAINT FINISH.

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

REMOVE EXISTING WINDOW SHUTTERS and ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

WATERBLAST, SCRAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
BASE SPACKLING COMPOUND TO RECEIVE NEW PAINT.
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NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF 

DAMAGES, SEE SHEET S-2.4.A _ B-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE 

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL 

QUANTITIES AS VERIFIED BY THE OWNER.
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REMOVE EXISTING EXTERIOR DUCTING and REPLACE WITH NEW
STAINLESS STEEL DUCTING, SEE MECHANICAL PLAN and DETAILS.
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SECOND FLOOR PLAN _ D-WING:  DAMAGED LOCATIONS

SCALE: 3/32" = 1' - 0"
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DAMAGED DESCRIPTION

1e

S-2.5 S-2.5.A

2e

S-2.5 S-2.5.A

3e

S-2.5 S-2.5.A

4e

S-2.5 S-2.5.A

5e

S-2.5 S-2.5.A

SEE                  (28 lf, Seal)

PHOTO             (40 lf, Sealant)

12e

S-2.5 S-2.5.A

SEE

PHOTO             (38 lf)

5e

S-2.5 S-2.5.A

F E

E F

LAB.

FLOOR SPALLS (4 sf).

DETERIORATED DOOR THRESHOLD (6 lf).

BEAM SPALLS (16 sf)

BEAM CRACKS (8 lf)

FAILED SEISMIC JOINT COVER & DETERIORATED (38 lf)

DETERIORATED EXHAUST HOOD (1 ea - 7'x20"x15"D).

SEE

PHOTO             (8 lf).

4e

S-2.5 S-2.5.A

SEE

PHOTO              (16 sf).

3e

S-2.5 S-2.5.A

SEE

PHOTO              (4 sf).

1e

S-2.5 S-2.5.A

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

CHIP OFF EXISTING DAMAGED AREA TO SOUND CONCRETE and PATCH
WITH EPOXY MORTAR.

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

5

S-12.1 S-12.1

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW FLOOR COATING.

10

S-12.1 S-12.1

REMOVE EXISTING DOOR THRESHOLD and REPLACE WITH NEW. 4

S-8.1 S-8.1

1

S-12.1 S-12.1

REMOVE EXISTING FLOOR SEISMIC JOINT COVER and REPLACE WITH
NEW, SEE DETAIL,

3

S-14.1 S-14.1

REMOVE EXISTING DOOR SEAL / SEALANT AND REPLACE WITH NEW.
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SCALE :
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3/32" = 1'-0"
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GRAPHIC SCALE:

SEE

PHOTO 2e

S-2.5 S-2.5.A

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-2.5.A _ D-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET

S-2.5.1 _ D-WING.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.

SEE

PHOTO

(3 ea)

7e

S-2.5 S-2.5.A,

7e

S-2.5 S-2.5.A

DETERIORATED WALL PAINT w/ MULTIPLE CRACKS

(1,300 sf).

SEE

PHOTO

(340 sf)

10e

S-2.5 S-2.5.A,

8e

S-2.5 S-2.5.A

SEE

PHOTO 

(1,300 sf).

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL, SEE MECHANICAL PLAN and DETAILS.

DETERIORATED WALL EXHAUST HOOD and SCREEN

COVER (6ea)

8e

S-2.4 S-2.4.A

9e

S-2.5 S-2.5.A

SEE

PHOTO 

(587 sf).

SEE

PHOTO             7'x20"x15"D11e

S-2.5 S-2.5.A,

SEE

PHOTO

(1020 sf)

6e

S-2.5 S-2.5.A

11e

S-2.4 S-2.4.A

DETERIORATED WALL PAINTS w/ VERT CRACKS

(587 sf)

WATERBLAST, GRIND TRACES OF CRACKS, CLEAN and INJECT w/ EPOXY
FILLER. PROVIDE NEW PAINT PER GMHA FACILITY STANDARD.

9e

S-2.4 S-2.4.A

WATERBLAST EXISTING AFFECTED AREAS, CLEAN and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

SEVERE MILDEW STAIN and ALGAE ON WALL PAINTS

(340 sf)

10e

S-2.4 S-2.4.A

DETERIORATED WALL PAINT w/ MILDEW and ALGEA

(1,020 sf).

WATERBLAST, GRIND TRACES OF CRACKS, CLEAN and INJECT w/ EPOXY
FILLER. PROVIDE NEW PAINT PER GMHA FACILITY STANDARD.

WATERBLAST, GRIND TRACES OF CRACKS, CLEAN and INJECT w/ EPOXY
FILLER. PROVIDE NEW PAINT PER GMHA FACILITY STANDARD.

DETERIORATED DOOR SEAL and SEALANT

(28 lf, Seal), (40 lf, Sealant)

REMOVED EXISTING DAMAGED EXHAUST HOOD and REPLACE w/ NEW
STAINLESS STEEL, SEE MECHANICAL PLAN and DETAILS.

12e

S-2.4 S-2.4.A

3

S-12.1 S-12.1

3

S-12.1 S-12.1

SEE

PHOTO             TYP            .14e

S-2.5 S-2.5.A,

SEE

PHOTO            .13e

S-2.5 S-2.5.A

SEE

PHOTO

(3 ea)                    .

7e

S-2.5 S-2.5.A,

REMOVE EXISTING WINDOW SHUTTERS and ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

DETERIORATED WINDOW SHUTTERS.

14e

S-2.4 S-2.4.A

4

S-9.1 S-9.1

BIRDS DROPPINGS PRESENT ON BEAM, HOODS,

PIPES, DUCT WORK, SHUTTER HEAD, ETC. FROM

LIGHT TO HEAVILY INFESTED NARROW TO EXTRA

WIDE AREAS.

5

S-9.1 S-9.1

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

13e

S-2.4 S-2.4.A

13e

S-2.5 S-2.5.A,

DETERIORATED GLASS CURTAIN WALLS, TYPICAL.

15e

S-2.4 S-2.4.A

1,2,3

S-9.1 S-9.1

REMOVE EXISTING WINDOW, FRAME & ITS ACCESSORIES and REPLACE
WITH NEW. SEE SCHEDULE and DETAILS.

13e

S-2.5 S-2.5.A

13e

S-2.5 S-2.5.A,

13e

S-2.5 S-2.5.A

13e

S-2.5 S-2.5.A

SEE

PHOTO            .15e

S-2.5 S-2.5.A
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PROJECT

SECOND FLOOR EXTERIOR KEY PHOTOS _ D-WING
kje

jl

S-2.5.A
rmca

15

1e
S-2.5 S-2.5.A

PHOTO 2e
S-2.5 S-2.5.A

PHOTO 3e
S-2.5 S-2.5.A

PHOTO 4e
S-2.5 S-2.5.A

PHOTO 5e
S-2.5 S-2.5.A

PHOTO 6e
S-2.5 S-2.5.A

PHOTO

7e
S-2.5 S-2.5.A

PHOTO

FLOOR SPALLS (4 sf). DETERIORATED DOOR THRESHOLD (6 lf). BEAM SPALLS (16 sf) BEAM CRACKS (8 lf) FAILED SEISMIC JOINT COVER & DETERIORATED (38 lf) DETERIORATED WALL PAINT w/ MILDEW

& ALGAE (1020 sf)

DETERIORATED EXHAUST HOOD SCREEN

COVER (3 ea)

1

S-2.5 S-2.5.A

SECOND FLOOR EXTERIOR KEY PHOTOS _ D-WING

SCALE: NTS

8e
S-2.5 S-2.5.A

PHOTO

DETERIORATED WALL PAINT w/ MULTIPLE

CRACKS (1,300 sf)

9e
S-2.5 S-2.5.A

PHOTO

DETERIORATED WALL PAINTS w/ VERTICAL

CRACKS (587 sf)

10e
S-2.5 S-2.5.A

PHOTO

SEVERE MILDEW STAIN and ALGAE ON

WALL PAINTS (340 sf)

11e
S-2.5 S-2.5.A

PHOTO

DETERIORATED EXHAUST HOOD and

SCREEN COVER (1 ea)

12e
S-2.5 S-2.5.A

PHOTO

DETERIORATED DOOR SEAL and SEALANT

(28 lf, Seal), (40 lf, Sealant)

13e
S-2.5 S-2.5.A

PHOTO

BIRDS DROPPINGS PRESENT on BEAMS, HOODS,

PIPES, DUCT WORK, SHUTTER HEAD, ETC.

14e
S-2.5 S-2.5.A

PHOTO

DETERIORATED WINDOW SHUTTERS

15e
S-2.5 S-2.5.A

PHOTO

DETERIORATED GLASS CURTAIN WALLS
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SECOND FLOOR PLAN _ D-WING:  REPAIR AREA LOCATIONS, 
SCOPE of REPAIR WORKS, NOTES and KEY PLAN
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S-2.5.1
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1

S-2.1 S-2.5.1

SECOND FLOOR PLAN _ D-WING:  REPAIR AREA LOCATIONS

SCALE: 3/32" = 1' - 0"
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L-WING

Z-WING
0'

SCALE :

8'

3/32" = 1'-0"

32'16'4'

GRAPHIC SCALE:

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-2.5.A _ D-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.

3

S-12.1 S-12.1

3

S-12.1 S-12.1

4

S-9.1 S-9.1

5

S-9.1 S-9.1

1,2,3

S-9.1 S-9.1

W1

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODSWING PHOTO

No.

D
 - 

W
IN

G
 S

E
C

O
N

D
 F

LO
O

R
 (

E
X

TE
R

IO
R

)

2

3

4

5

6

7

8

9

10

11

12

13

14

15

1

13

7 13

14 13

10 13

9

8

11 13

13

6

7

2

12

5 3

1

4

15

W1

W1

W1

W1

CHIP OFF EXISTING DAMAGED AREA TO SOUND CONCRETE and PATCH
WITH EPOXY MORTAR.

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY MORTAR,
SEE DETAIL.

SAWCUT and CHIP-OFF DAMAGED AREA TO A SOUND CONCRETE and
PATCH WITH EPOXY MOTAR. PROVIDE NEW FLOOR COATING.

REMOVE EXISTING DOOR THRESHOLD and REPLACE WITH NEW.

REMOVE EXISTING FLOOR SEISMIC JOINT COVER and REPLACE WITH
NEW, SEE DETAIL,

REMOVE EXISTING DOOR SEAL / SEALANT AND REPLACE WITH NEW.

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL, SEE MECHANICAL PLAN and DETAILS.

WATERBLAST, GRIND TRACES OF CRACKS, CLEAN and INJECT w/ EPOXY
FILLER. PROVIDE NEW PAINT PER GMHA FACILITY STANDARD.

WATERBLAST EXISTING AFFECTED AREAS, CLEAN and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

WATERBLAST, GRIND TRACES OF CRACKS, CLEAN and INJECT w/ EPOXY
FILLER. PROVIDE NEW PAINT PER GMHA FACILITY STANDARD.

WATERBLAST, GRIND TRACES OF CRACKS, CLEAN and INJECT w/ EPOXY
FILLER. PROVIDE NEW PAINT PER GMHA FACILITY STANDARD.

REMOVED EXISTING DAMAGED EXHAUST HOOD and REPLACE w/ NEW
STAINLESS STEEL, SEE MECHANICAL PLAN and DETAILS.

REMOVE EXISTING WINDOW SHUTTERS and ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

REMOVE EXISTING WINDOW, FRAME & ITS ACCESSORIES and REPLACE
WITH NEW. SEE SCHEDULE and DETAILS.
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PROJECT

0'

SCALE :

8'

3/32" = 1'-0"

32'16'4' SECOND FLOOR PLAN _ E-WING:  DAMAGED LOCATIONS, SECOND
SECOND FLOOR/ROOF DECK PLAN _ L-WING:  DAMAGED LOCATIONS,
PHOTO KEY NOTES, SCOPE OF REPAIR WORKS, NOTES and KEY PLAN
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S-2.6
rmca

17

GRAPHIC SCALE:

B

8 6 45

C

D

E

1

S-2.1 S-2.6

SECOND FLOOR PLAN _ E-WING:  DAMAGED LOCATIONS

SCALE: 3/32" = 1' - 0"

A
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8 6 4 3

K

L

7

L - WING

57

A1

A2
SEE

PHOTO             (4 sf)

4e

S-2.6 S-2.6.A

SEE                  (Seal, 28 lf)

PHOTO             (Sealant, 40 lf).

3e

S-2.6 S-2.6.A

SEE                  (3 ea, Single)

PHOTO             (1 ea, Double)

2e

S-2.6 S-2.6.A

SEE

PHOTO             (3 ea).

1e

S-2.6 S-2.6.A

SEE

PHOTO              (60 lf).
1e

S-2.6 S-2.6.A

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE 1 / S-2.6.A _ E-WING.

3. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES,

SEE 2 / S-2.6.A _ L-WING ROOF DECK.

4. FOR REPAIR AREA LOCATIONS, SEE SHEET S-2.6.1 _ E-WING

and L-WING.

5. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR

SHALL BE PAID BASE UPON ACTUAL QUANTITIES AS VERIFIED

BY THE OWNER.

SEE

PHOTO

5e

S-2.6 S-2.6.A

6e

S-2.6 S-2.6.A

7e

S-2.6 S-2.6.A

15'-0"

8'-0"
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15'-0" 15'-0" 15'-0"

8'-0"

SEE

PHOTO             (2600 sf).
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SEE

PHOTO 9e
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SCOPE of REPAIR WORKS:

SEE

PHOTO             (900 sf)

8e

S-2.6 S-2.6.A

SEE

PHOTO 10e

S-2.6 S-2.6.A

4

S-9.1 S-9.1

PRESSURE-WASH EXISTING WALL TO REMOVE DIRT, STAIN, MILDEW,
ALGAE and REPAIR ANY AREAS WITH MINOR DAMAGED and PATCH WITH
EPOXY MORTAR.  PROVIDE NEW PAINT ON ALL WALL, CONC RAILINGS
SURFACES, PER GMHA FACILITY STANDARD, TYPICAL.

REMOVE EXISTING WINDOW SHUTTERS AND ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS BOXED ROLLER SHUTTERS WITH
MANUAL OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING
WALL OPENING.

REMOVE EXISTING WINDOW, FRAME & ITS ACCESSORIES and
REPLACE WITH NEW. SEE SCHEDULE and DETAILS.

1,2,3

S-9.1 S-9.1

8e

S-2.6 S-2.6.A

DETERIORATED WALL PAINT (900 + 1118 sf).

10e

S-2.6 S-2.6.A

DETERIORATED EXISTING TYPHOON

SHUTTERS.

9e

S-2.6 S-2.6.A

DETERIORATED WINDOW FRAME, SEALANT &

SEAL (14 sf).

11e

S-2.6 S-2.6.A

BIRD DROPPINGS FROM LIGHT TO HEAVILY

INFESTED NARROW TO EXTRA WIDE AREAS

(240 Sf).

5

S-9.1 S-9.1

DETERIORATED SEISMIC JOINT COVER

(FLOOR, SIDES & CEILING) (36 lf).

REMOVE EXISTING SEISMIC JOINT COVER and REPLACE WITH NEW, SEE
DETAILS ON SHEET S-12.1.

5

S-14.1 S-14.1

12e

S-2.6 S-2.6.A

SEE

PHOTO 11e

S-2.6 S-2.6.A

SEE

PHOTO 11e

S-2.6 S-2.6.A

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

PHOTO KEY NOTES:

WING PHOTO
No.
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R
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R

)

DAMAGED DESCRIPTION

1e

S-2.6 S-2.6.A

2e

S-2.6 S-2.6.A

3e

S-2.6 S-2.6.A

4e

S-2.6 S-2.6.A

5e

S-2.6 S-2.6.A

CRACKS AT FASCIA OVERHANG (-- lf).

RUSTED DOORS (3 ea), (1 dbl).

DAMAGED DOOR SEAL (28 lf), & SEALANT (40 lf).

DETERIORATED DOOR THRESHOLD (6 lf).

FAILED DOOR ASTRAGAL (14 lf).

PHOTO KEY NOTES:

WING PHOTO
No. DAMAGED DESCRIPTION

1e

S-2.6 S-2.6.A

CONCRETE CANOPY ROOF CRACKS (40 lf)
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- W

IN
G
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E
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N
D

 F
LO
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 (
E

X
TE

R
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R
)

DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING SEAL, SEALANT and REPLACE WITH NEW.

REMOVE EXISTING DOOR ASTRAGAL and REPLACE WITH NEW.

REMOVE EXISTING THRESHOLD and REPLACE WITH NEW, SEE DETAIL.

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

6

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY FILLER, SEE
DETAIL.

5

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY GROUT,
SEE DETAIL.

REMOVE EXISTING DOORS & ITS ACCESSORIES and REPLACE WITH NEW,
SEE DOOR SCHEDULE on SHEET S-7.1 and DETAILS.

1,2,3

S-8.1 S-8.1

3

S-8.1 S-8.1

8

S-8.1 S-8.1

6e

S-2.6 S-2.6.A

MULTIPLE CRACKS ON FLOOR (12 lf).

7e

S-2.6 S-2.6.A

DETERIORATED SEISMIC JOINT COVER (8 lf). REMOVE EXISTING SEISMIC JOINT COVER and REPLACE WITH NEW, SEE
DETAILS ON SHEET S-14.1.

2,3,6,7

S-14.1 S-14.1

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY FILLER, SEE
DETAIL.

5

S-12.1 S-12.1

2e

S-2.6 S-2.6.A

DETERIORATED ROOF COATING (2,600 sf). WATERBLAST EXISTING ROOF SURFACES, CLEAN and PROVIDE NEW
60 MIL POLYURETHANE ROOF COATING MEMBRANE.

12e

S-2.6 S-2.6.A

SEE

PHOTO             (122 Lf).

3e

S-2.6 S-2.6.A

SEE

PHOTO             (1 sf).

4e

S-2.6 S-2.6.A

3e

S-2.6 S-2.6.A

DETERIORATED PIPE RAILINGS (122 Lf) REMOVE EXISTING PIPE GUARD RAILINGS and REPLACE with NEW
HOT-DIPPED GALVANIZED PIPE RAILING, TYPICAL.

4e

S-2.6 S-2.6.A

CORNER SPALLS (1 sf) CHIP OFF EXISTING DAMAGED AREA TO SOUND CONCRETE and PATCH
WITH EPOXY MORTAR.

7

S-12.1 S-12.1

2

S-16.1 S-16.1

2

S-2.1 S-2.6

DAMAGED LOCATIONS

SCALE:

SECOND FLOOR/ROOF DECK PLAN _ L-WING: 

3/32" = 1' - 0"

RD RD

RD RD

RD RD

SEE

PHOTO             (120 sf).

6e

S-2.6 S-2.6.A

SEE

PHOTO             (TYP TO 6).

5e

S-2.6 S-2.6.A

4e

S-2.6 S-2.6.A

DETERIORATED ROOF DRAIN, (TYP TO 6)

7

S-13.1 S-13.1

5e

S-2.6 S-2.6.A

WATER PONDING AREA (120 sf)

REMOVE EXISTING ROOF DRAIN STRAINER/ COVER and REPLACE WITH
NEW, SEE DRAIN RESTORATION and REPAIR DETAIL

WATER BLAST EXISTING AFFECTED AREAS, ROUGHEN SURFACE TO 1/4
AMPLITUDE, CLEAN AND PROVIDE EPOXY BINDER PRIOR TO POURING
OF NEW CONCRETE TOPPING. PROVIDE SLOPE ON NEW TOPPING TO
DIRECT WATER TO EXISTING ROOF DRAIN OR SCUPPER DRAIN
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1e
S-2.6 S-2.6.A

PHOTO 2e
S-2.6 S-2.6.A

PHOTO 3e
S-2.6 S-2.6.A

4e
S-2.6 S-2.6.A

1e
S-2.6 S-2.6.A

1

S-2.6 S-2.6.A

SECOND FLOOR EXTERIOR KEY PHOTOS _ E-WING

SCALE: NTS

CRACKS AT FASCIA OVERHANG (6 lf). RUSTED DOORS (3 ea), (1 dbl).

3e - DAMAGED DOOR SEAL (28 lf), & SEALANT (40 lf).

4e - DETERIORATED DOOR THRESHOLD (6 lf).

5e - FAILED DOOR ASTRAGAL (14 lf).

CONCRETE CANOPY ROOF CRACKS (60 lf).

DETERIORATED ROOF COATING (2600 sf).

5e
S-2.6 S-2.6.A

PHOTO

6e - MULTIPLE CRACKS ON FLOOR.

7e - DETERIORATED FLOOR SEISMIC JOINT (8 lf).

6e
S-2.6 S-2.6.A

7e
S-2.6 S-2.6.A

PHOTO

2

S-2.6 S-2.6.A

ROOF DECK EXTERIOR KEY PHOTOS _ L-WING

SCALE: NTS

2e
S-2.6 S-2.6.A

PHOTO

8e
S-2.6 S-2.6.A

PHOTO

DETERIORATED WALL PAINT (900 + 1118 sf)

9e
S-2.6 S-2.6.A

PHOTO

DETERIORATED WINDOW FRAME, SEALANT &

SEAL (14 sf)

10e
S-2.6 S-2.6.A

PHOTO

DETERIORATED EXISTING TYPHOON SHUTTERS

11e
S-2.6 S-2.6.A

PHOTO

DETERIORATED SEISMIC JOINT COVER AT

EACH CORNER

12e
S-2.6 S-2.6.A

PHOTO

BIRD DROPPINGS FROM SHUTTERS HEAD

3e
S-2.6 S-2.6.A

PHOTO

DETERIORATED PIPE RAILINGS (122 Lf)

4e
S-2.6 S-2.6.A

PHOTO

CORNER SPALLS (1sf)

5e
S-2.6 S-2.6.A

PHOTO

DETERIORATED ROOF DRAIN (TYP TO 6)

6e
S-2.6 S-2.6.A

PHOTO

WATER PONDING AREA (120 sf)
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PROJECT

0'

SCALE :

8'

3/32" = 1'-0"

32'16'4' SECOND FLOOR PLAN _ E-WING:  REPAIR AREA LOCATIONS, SECOND
SECOND FLOOR/ROOF DECK PLAN _ L-WING:  REPAIR AREA LOCATIONS,
SCOPE OF REPAIR WORKS, NOTES and KEY PLAN

kje

jl

S-2.6.1
rmca

19

GRAPHIC SCALE:

B

8 6 45

C

D

E

1

S-2.1 S-2.6

SECOND FLOOR PLAN _ E-WING: REPAIR AREA LOCATIONS

SCALE: 3/32" = 1' - 0"

A

E - WING

8 6 4 3

K

L

7

L - WING

57

A1

A2

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE 1 / S-2.6.A _ E-WING.

3. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE 2 / S-2.6.A _ L-WING ROOF DECK.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.

W3

15'-0"

8'-0"

92
'-0

"

15'-0" 15'-0" 15'-0"

8'-0"

Z - WING

A-WING

D-WING

S-WING

M-WING

P-WING

C-WING

B-WING

E
-W

IN
G

G-WING

GEN

12346891011121314

A
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G
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K

L

KEY PLAN

N

O

R

T

H

1516

B
F-WING

L-WING

Z-WING

SCOPE of REPAIR WORKS:

4

S-9.1 S-9.1

PRESSURE-WASH EXISTING WALL TO REMOVE DIRT, STAIN, MILDEW,
ALGAE and REPAIR ANY AREAS WITH MINOR DAMAGED and PATCH WITH
EPOXY MORTAR.  PROVIDE NEW PAINT ON ALL WALL, CONC RAILINGS
SURFACES, PER GMHA FACILITY STANDARD, TYPICAL.

REMOVE EXISTING WINDOW SHUTTERS AND ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS BOXED ROLLER SHUTTERS WITH
MANUAL OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING
WALL OPENING.

REMOVE EXISTING WINDOW, FRAME & ITS ACCESSORIES and
REPLACE WITH NEW. SEE SCHEDULE and DETAILS.

1,2,3

S-9.1 S-9.1

1

2

3

4

5

S-9.1 S-9.1

REMOVE EXISTING SEISMIC JOINT COVER and REPLACE WITH NEW, SEE
DETAILS ON SHEET S-12.1.

5

S-14.1 S-14.1

5

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.
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DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING SEAL, SEALANT and REPLACE WITH NEW.

REMOVE EXISTING DOOR ASTRAGAL and REPLACE WITH NEW.

REMOVE EXISTING THRESHOLD and REPLACE WITH NEW, SEE DETAIL.

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

6

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY FILLER, SEE
DETAIL.

5

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY GROUT,
SEE DETAIL.

REMOVE EXISTING DOORS & ITS ACCESSORIES and REPLACE WITH NEW,
SEE DOOR SCHEDULE on SHEET S-7.1 and DETAILS.

1,2,3

S-8.1 S-8.1

3

S-8.1 S-8.1

8

S-8.1 S-8.1

REMOVE EXISTING SEISMIC JOINT COVER and REPLACE WITH NEW, SEE
DETAILS ON SHEET S-14.1.

2,3,6,7

S-14.1 S-14.1

GRIND TRACES OF CRACKS, CLEAN and INJECT WITH EPOXY FILLER, SEE
DETAIL.

5

S-12.1 S-12.1

WATERBLAST EXISTING ROOF SURFACES, CLEAN and PROVIDE NEW
60 MIL POLYURETHANE ROOF COATING MEMBRANE.

REMOVE EXISTING PIPE GUARD RAILINGS and REPLACE with NEW
HOT-DIPPED GALVANIZED PIPE RAILING, TYPICAL.

CHIP OFF EXISTING DAMAGED AREA TO SOUND CONCRETE and PATCH
WITH EPOXY MORTAR.

7

S-12.1 S-12.1

2

S-16.1 S-16.1

2

S-2.1 S-2.6

REPAIR AREA LOCATIONS

SCALE:

SECOND FLOOR/ROOF DECK PLAN _ L-WING: 

3/32" = 1' - 0"

6

7

8

9

10

11

12

1

2

3

4

6

3

1

2

1

5 6 7

2

3

4

11

9

10 12

11

RD RD

RD RD

RD RD

7

S-13.1 S-13.1

REMOVE EXISTING ROOF DRAIN STRAINER/ COVER and REPLACE WITH
NEW, SEE DRAIN RESTORATION and REPAIR DETAIL

WATER BLAST EXISTING AFFECTED AREAS, ROUGHEN SURFACE TO 1/4
AMPLITUDE, CLEAN AND PROVIDE EPOXY BINDER PRIOR TO POURING
OF NEW CONCRETE TOPPING. PROVIDE SLOPE ON NEW TOPPING TO
DIRECT WATER TO EXISTING ROOF DRAIN OR SCUPPER DRAIN

4

5 (TYP TO 6)

5

6

8

W1

W1

W1

W1

W1
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PROJECT

0'

SCALE :

8'

3/32" = 1'-0"

32'16'4' SECOND FLOOR PLAN _ F-WING:   DAMAGED LOCATION
PHOTO KEY NOTES, SCOPE of REPAIR WORKS, NOTES, 
and KEY PLAN

kje

jl

S-2.7
rmca

20

GRAPHIC SCALE:

B

1

C

D

E

1

S-2.1 S-2.7

SECOND FLOOR PLAN _ F-WING:   DAMAGED LOCATION

SCALE: 3/32" = 1' - 0"

A

F - WING

A1

A2

SEE

PHOTO             (6 lf)

3e

S-2.7 S-2.7.A

3e

S-2.7 S-2.7.A

SEE

PHOTO             (36 lf),               (1 ea)

2e

S-2.7 S-2.7.A

SEE

PHOTO             (100 lf)

5e

S-2.7 S-2.7.A

1e

S-2.7 S-2.7.A

SEE

PHOTO             (3,400 sf)

4e

S-2.7 S-2.7.A

SEE

PHOTO             (64 sf)

7e

S-2.7 S-2.7.A

SEE

PHOTO             (24 lf)

6e

S-2.7 S-2.7.A

SEE

PHOTO             (26 lf)

8e

S-2.7 S-2.7.A

SEE

PHOTO             (156 sf)

SEE

PHOTO             (510 sf)

1e

S-2.7 S-2.7.A

1e

S-2.7 S-2.7.A

SEE

PHOTO             (1224 Sf)

1e

S-2.7 S-2.7.A

SEE

PHOTO             (440 Sf)

1e

S-2.7 S-2.7.A

2e

S-2.7 S-2.7.A

3e

S-2.7 S-2.7.A

4e

S-2.7 S-2.7.A

5e

S-2.7 S-2.7.A

6e

S-2.7 S-2.7.A

7e

S-2.7 S-2.7.A

8e

S-2.7 S-2.7.A

DETERIORATED WALL PAINT (7,960 sf).

GUARD RAILING RUSTED (100 lf).

DETERIORATED DOOR THRESHOLD (9 lf).

DETERIORATED PAINT AT PARAPET WALL (64 sf).

DETERIORATED DOOR (1 EA 36"x84").

DETERIORATED SEISMIC JOINT COVER (24 lf).

GREEN ALGAE AND MILDEW AT STAIR WALL (Ñ 156 sf).

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW, SEE
DETAIL.

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

REMOVE EXIST GUARD RAILINGS & ITS ACCESSORIES AND REPLACE
WITH NEW TO MATCH EXISTING, SEE DETAIL.

1

S-16.1 S-16.1

REMOVE EXISTING DOOR THRESHOLD AND REPLACE WITH NEW. SEE
DETAIL.

3

S-8.1 S-8.1

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

REMOVE EXIST DOOR & ITS ACCESSORIES AND REPLACE w/ NEW.
COODINATE SAFETY HARDWARE w/ HOSPITAL SECURITY SYSTEM.

1,2,3

S-8.1 S-8.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER. 1

S-16.1 S-16.1

1

S-14.1 S-14.1

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

1e

S-2.7 S-2.7.A

SEE

PHOTO             (1020 Sf)

1e

S-2.7 S-2.7.A

SEE

PHOTO             (1190 Sf)

SEE

PHOTO             (176 sf)

1e

S-2.7 S-2.7.A

PHOTO KEY NOTES:
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DAMAGED DESCRIPTION

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

CONCRETE STAIR GUARDRAIL CRACKS (26 lf).

A-WING

D-WING

S-WING

M-WING

P-WING

C-WING

B-WING

E
-W

IN
G

G-WING

GEN

12346891011121314

A

C

D

E

F

G

H
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L

KEY PLAN

N
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T

H

1516

B
F-WING

L-WING

Z-WING

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE 1 / S-2.7.A _ F-WING.

4. FOR REPAIR AREA LOCATIONS, SEE SHEET S-2.6.1 _ F-WING

and L-WING.

5. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR

SHALL BE PAID BASE UPON ACTUAL QUANTITIES AS VERIFIED

BY THE OWNER.

REMOVE EXISTING WALL CAP EXHAUST HOOD and REPLACE w/ NEW
STAINLESS STEEL HOOD to MATCH EXISTING, SEE MECHANICAL PLAN &
DETAIL.

REMOVE and REPLACE EXISTING DOOR AIR VENT and REPLACE w/ NEW
TO MATCH EXISTING, SEE MECHANICAL PLAN and DETAILS.

REMOVE and REPLACE EXISTING EXHAUST HOOD and REPLACE w/ NEW
STAINLESS STEEL EXHAUST HOOD, SEE MECHANICAL PLAN and DETAILS.

9e

S-2.7 S-2.7.A

10e

S-2.7 S-2.7.A

11e

S-2.7 S-2.7.A

DETERIORATEDEXHAUST CAP INSECT

SCREEN MISSING, 2 ea.

DETERIORATED WALL EXHAUST HOOD, 36"x20"x12"D.

DETERIORATED DOOR AIR VENT BLOWER.

11e

S-2.7 S-2.7.A

SEE

PHOTO              36"x20"x12"D.

10e

S-2.7 S-2.7.A

SEE

PHOTO           .

SEE

PHOTO            .9e

S-2.7 S-2.7.A
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SECOND FLOOR EXTERIOR KEY PHOTOS _ F-WING
kje

jl

S-2.7.A
rmca

21

1

S-1.1 S-2.7.A

SECOND FLOOR EXTERIOR KEY PHOTOS _ F-WING

SCALE: NTS

4e
S-2.7 S-2.7.A

PHOTO1e
S-2.7 S-2.7.A

PHOTO 2e
S-2.7 S-2.7.A

PHOTO 3e
S-2.7 S-2.7.A

PHOTO

DETERIORATED WALL PAINT (7960 sf).

GUARD RAILING RUSTED (100 lf). DETERIORATED DOOR THRESHOLD (9 lf).
DETERIORATED PAINT AT PARAPET WALL (64 sf).

DETERIORATED DOOR (1 EA 36"x84"). CONCRETE STAIR GUARDRAIL CRACKS (26 lf).

DETERIORATED SEISMIC

JOINT COVER (24 lf).

GREEN ALGAE AND MILDEW AT STAIR

WALL (Ñ 156 sf).

5e
S-2.7 S-2.7.A

PHOTO 6e
S-2.7 S-2.7.A

PHOTO

7e
S-2.7 S-2.7.A,

8e
S-2.7 S-2.7.A

PHOTO

DETERIORATED DOOR THRESHOLE (36" lf).

9e
S-2.7 S-2.7.A

PHOTO

DETERIORATED DOOR AIR VENT BLOWER

10e
S-2.7 S-2.7.A

PHOTO

WALL CAP INSECT SCREEN MISSING

11e
S-2.7 S-2.7.A

PHOTO

DETERIORATED EXHAUST HOOD
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PROJECT
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SCALE :

8'

3/32" = 1'-0"

32'16'4' SECOND FLOOR PLAN _ F-WING:  REPAIR AREA LOCATION
SCOPE of REPAIR WORKS, NOTES, and KEY PLAN
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GRAPHIC SCALE:

B

1

C

D

E

1

S-2.1 S-2.7.1

SECOND FLOOR PLAN _ F-WING:   REPAIR AREA LOCATIONS

SCALE: 3/32" = 1' - 0"

A

F - WING

A1

A2

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW, SEE
DETAIL.

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

REMOVE EXIST GUARD RAILINGS & ITS ACCESSORIES AND REPLACE
WITH NEW TO MATCH EXISTING, SEE DETAIL.

1

S-16.1 S-16.1

REMOVE EXISTING DOOR THRESHOLD AND REPLACE WITH NEW. SEE
DETAIL.

3

S-8.1 S-8.1

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

REMOVE EXIST DOOR & ITS ACCESSORIES AND REPLACE w/ NEW.
COODINATE SAFETY HARDWARE w/ HOSPITAL SECURITY SYSTEM.

1,2,3

S-8.1 S-8.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER.
1

S-16.1 S-16.1

1

S-14.1 S-14.1

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

A-WING

D-WING

S-WING

M-WING

P-WING

C-WING

B-WING

E
-W

IN
G

G-WING

GEN
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1516

B
F-WING

L-WING

Z-WING

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE 1 / S-2.7.1.A _ F-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.

1

2

3

4

5

6

7

8

1

2

3

4

5

6

7

8

1

1

1

1

1

3

1

10

10

9

11

PROVIDE NEW STAINLESS STEEL INSECT SCREEN.

REMOVE and REPLACE EXISTING DOOR AIR VENT and REPLACE w/ NEW
TO MATCH EXISTING, SEE MECHANICAL PLAN and DETAILS.

11

9

10

REMOVE and REPLACE EXISTING EXHAUST HOOD and REPLACE w/ NEW
STAINLESS STEEL EXHAUST HOOD, SEE MECHANICAL PLAN and DETAILS.
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DAMAGED DESCRIPTION

1e

S-2.8 S-2.8.A

DETERIORATED DOOR, SEAL, SEALANT

(28 lf Seal, 40 lf Sealant DOUBLE DOOR).

DETERIORATED DOOR THRESHOLD (12 lf).

FAILED ASTRAGAL SEAL (28 lf).

DETERIORATED WINDOW SEAL & SEALANT

(100 lf Seal, 80 lf Sealant).

FASCIA PAINT FLAKING (114 sf).

CEILING PAINT FLAKING (228 sf).

DETERIORATED GLASS DOOR SEAL & SEALANT

(78 lf Seal, 59 lf Sealant).

DETERIORATED EXHAUST FAN.

2e

S-2.8 S-2.8.A

3e

S-2.8 S-2.8.A

4e

S-2.8 S-2.8.A

5e

S-2.8 S-2.8.A

6e

S-2.8 S-2.8.A

7e

S-2.8 S-2.8.A

8e

S-2.8 S-2.8.A

A2

A1

A

SEE

PHOTO 8e

S-2.8 S-2.8.A

SEE

PHOTO 5e

S-2.8 S-2.8.A

SEE

PHOTO 6e

S-2.8 S-2.8.A

SEE

PHOTO 4e

S-2.8 S-2.8.A

7e

S-2.8 S-2.8.A

SEE

PHOTO

1e

S-2.8 S-2.8.A

SEE

PHOTO              2 ea. (34lf Sealant, 27lf Seal)

SEE

PHOTO 2e

S-2.8 S-2.8.A

SEE

PHOTO             (28lf)            (28lf Seal, 40lf Sealant)

3e

S-2.8 S-2.8.A,

1e

S-2.8 S-2.8.A

0'

SCALE :

12'

1/16" = 1'-0"

48'24'6'

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING DOOR ASTRAGAL and REPLACE WITH NEW.

REMOVE EXISTING THRESHOLD and REPLACE WITH NEW, SEE DETAIL. 3

S-8.1 S-8.1

8

S-8.1 S-8.1

REMOVE EXISTING DOOR SEAL, SEALANT and REPLACE WITH NEW.

REMOVE EXISTING WINDOW SEAL, SEALANT and REPLACE WITH NEW.

WATERBLAST, SCAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
SPACKLING COMPOUND, PREPARE TO RECEIVE NEW PAINT.

WATERBLAST, SCAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
SPACKLING COMPOUND, PREPARE TO RECEIVE NEW PAINT.

REMOVE EXISTING EXHAUST FAN and REPLACE w/ NEW to MATCH
EXISTING,  SEE MECHANICAL PLAN and DETAIL.

REMOVE EXISTING DOOR SEAL, SEALANT and REPLACE WITH NEW.
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SEE

PHOTO 9e

S-2.8 S-2.8.A,

10e

S-2.8 S-2.8.A,

SEE

PHOTO             TYP

11e

S-2.8 S-2.8.A,

11e

S-2.8 S-2.8.A,

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF 

DAMAGES, SEE SHEET S-2.8.A _ D-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET 

S-2.8.1 _ D-WING.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE 

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL 

QUANTITIES AS VERIFIED BY THE OWNER.

REMOVE EXISTING WINDOW SHUTTERS and ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

DETERIORATED WINDOW SHUTTERS.

9e

S-2.4 S-2.4.A

4

S-9.1 S-9.1

BIRDS DROPPINGS PRESENT ON BEAM, HOODS,

PIPES, DUCT WORK, SHUTTER HEAD, ETC. FROM

LIGHT TO HEAVILY INFESTED NARROW TO EXTRA

WIDE AREAS.

5

S-9.1 S-9.1

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

11e

S-2.4 S-2.4.A

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

DETERIORATED WINDOW ACCORDION

SHUTTERS

10e

S-2.4 S-2.4.A
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SECOND FLOOR EXTERIOR KEY PHOTOS _ M-WING
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24

1e
S-2.8 S-2.8.A

PHOTO 2e
S-2.8 S-2.8.A

PHOTO 3e
S-2.8 S-2.8.A

PHOTO 4e
S-2.8 S-2.8.A

PHOTO 5e
S-2.8 S-2.8.A

PHOTO 6e
S-2.8 S-2.8.A

PHOTO

7e
S-2.8 S-2.8.A

PHOTO 8e
S-2.8 S-2.8.A

PHOTO

DETERIORATED DOOR, SEAL, SEALANT

(28 lf SEAL, 40 lf SLNT DOUBLE DOOR).

DETERIORATED DOOR THRESHOLD (12 lf). FAILED ASTRAGAL SEAL (28 lf). DETERIORATED WINDOW SEAL & SEALANT

(100 lf SEAL, 80 lf SLNT).

FASCIA PAINT FLAKING (114 sf). CEILING PAINT FLAKING (228 sf).

DETERIORATED GLASS DOOR SEAL & SEALANT

(78 lf SEAL, 59 lf SLNT).

DETERIORATED EXHAUST FAN.

1

S-2.8 S-2.8.A

SECOND FLOOR EXTERIOR KEY PHOTOS _ M-WING

SCALE: NTS

9e
S-2.8 S-2.8.A

PHOTO

DETERIORATED WINDOW SHUTTERS

10e
S-2.8 S-2.8.A

PHOTO

DETERIORATED ALUM ACCORDION WINDOW

SHUTTERS

11e
S-2.8 S-2.8.A

PHOTO

BIRD DROPPINGS ON SHUTTER'S HEAD
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING DOOR ASTRAGAL and REPLACE WITH NEW.

REMOVE EXISTING THRESHOLD and REPLACE WITH NEW, SEE DETAIL. 3

S-8.1 S-8.1

8

S-8.1 S-8.1

REMOVE EXISTING DOOR SEAL, SEALANT and REPLACE WITH NEW.

REMOVE EXISTING WINDOW SEAL, SEALANT and REPLACE WITH NEW.

WATERBLAST, SCAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
SPACKLING COMPOUND, PREPARE TO RECEIVE NEW PAINT.

WATERBLAST, SCAPE OFF PAINT FLAKING, CLEAN and PATCH w/ EPOXY
SPACKLING COMPOUND, PREPARE TO RECEIVE NEW PAINT.

REMOVE EXISTING DOOR SEAL, SEALANT and REPLACE WITH NEW.
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NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF 

DAMAGES, SEE SHEET S-2.8.A _ G,M,P,S,GEN-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE 

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL 

QUANTITIES AS VERIFIED BY THE OWNER.

REMOVE EXISTING WINDOW SHUTTERS and ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

4

S-9.1 S-9.1

5

S-9.1 S-9.1

PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.
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REMOVE EXISTING EXHAUST FAN and REPLACE w/ NEW to MATCH
EXISTING,  SEE MECHANICAL PLAN and DETAIL.
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PAINT FLAKING AND DETERIORATED PAINT ON CURB

(10 lf), TYPICAL.
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DAMAGED DESCRIPTION

1e

S-2.9 S-2.9.A

PAINT PEELING (43' X 13') 559sf.

ROOF DRAIN COVER MISSING (1 loc).

DETERIORATED DRAIN COVER (14 ea).

DETERIORATED ACCESS STEEL STAIRS.

PIPE RAILING DETERIORATED (1,346 lf).

ALUMINUM LOUVER MISSING (1,696 sf).

WATER PONDING AREA (150 sf).

DETERIORATED COOLING TOWER CHAIN LINK FENCE

& ITS ACCESSORIES (1,696 sf).

SPALLS/ CRACKS ON CONCRETE CURB (2 sf).

MULTIPLE WALL CRACKS

DETERIORATED CLAMP TIE-DOWN OR MISSING

(16 ea, 6 lf).

RUSTED ANCHORS (4 ea).

CONCRETE PARAPET CRACKS (207 lf).

ROOF JOINT CRACKS (23 lf).

VERTICAL CRACKS (8' H @ 10 lf).

DETERIORATED EXHAUST PIPE, and MISSING

TIE-DOWN (3 ea, 16 lf).

STEEL BEAM SUPPORT RUSTED (6 ea, 30 lf).

ABANDONED METAL DUCTWORK.

SEVERE STAIN & MILDEW, BLACK ALGAE UNDER

SCUPPER DRAIN (72 sf).

DETERIORATED ROOF EXHAUST FAN, CLAMP TIE

DOWN AND ANCHORS.

CHILLED WATER LINE DETERIORATED PIPE SUPPORT

(2ea. @ 10'.

2e

S-2.9 S-2.9.A

3e

S-2.9 S-2.9.A

4e

S-2.9 S-2.9.A

5e

S-2.9 S-2.9.A

6e

S-2.9 S-2.9.A

7e

S-2.9 S-2.9.A

8e

S-2.9 S-2.9.A

9e

S-2.9 S-2.9.A

10e

S-2.9 S-2.9.A

11e

S-2.9 S-2.9.A

12e

S-2.9 S-2.9.A

13e

S-2.9 S-2.9.A

14e

S-2.9 S-2.9.A

15e

S-2.9 S-2.9.A

16e

S-2.9 S-2.9.A

17e

S-2.9 S-2.9.A

18e

S-2.9 S-2.9.A

19e

S-2.9 S-2.9.A

20e

S-2.9 S-2.9.A

21e

S-2.9 S-2.9.A

22e

S-2.9 S-2.9.A

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

WATERBLAST SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY SPACKLING COMPOUND, PREPARE TO RECEIVE NEW PAINT, TYP.

7

S-13.1 S-13.1

REMOVE EXIST STRAINER BASKET AND REPLACE WITH NEW DRAIN
COVER, SEE DRAIN RESTORATION & REPAIR DETAILS, TYPICAL.

7

S-13.1 S-13.1

REMOVE EXIST STRAINER BASKET AND REPLACE WITH NEW DRAIN
COVER, SEE DRAIN RESTORATION & REPAIR DETAILS, TYPICAL.

REMOVE EXISTING STEEL LADDER AND ITS ACCESSORIES AND REPLACE
WITH NEW, SEE SHEET S-10.1 FOR TYPICAL STAIR DETAILS

1

S-2.9 S-10.1

REMOVE EXISTING PERIMETER GUARD RAIL AND REPLACE WITH NEW,
SEE TYPICAL DETAILS.

2

S-16.1 S-16.1

PROVIDE NEW ALUMINUM TYPHONE SHUTTERS TO MATCH EXITING.

WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN & PROVIDE NEW CONCRETE CEMENT TOPPING.
PROVIDE SLOPE ON NEW TOPPING TO DIRECT WATER TO EXISTING
ROOF DRAIN OR SCUPPER DRAIN.

REMOVE EXISTING CHAINLINK FENCE AND ITS ACCESSORIES AND
REPLACE WITH NEW TO MATCH EXISTING.

3

S-16.1 S-16.1

SAWCUT DAMAGED SPALLS, CHIP OFF TO SOUND CONCRETE CLEAN &
PATCH w/ EPOXY MORTAR, TYPICAL.

9

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY GROUT,
SEE DETAIL.

3

S-12.1 S-12.1

REMOVE EXISTING TIE DOWN CLAMP AND ITS ACCESSORIES AND
REPLACE WITH NEW STAINLESS STEEL INCLUDING APPURTENANCES.

SAWCUT AND REMOVE EXISTING RUSTED ANCHOR TO 1" MIN DEEP
BELOW SLAB AND PATCH WITH EPOXY MORTAR TO FINISH.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY GROUT,
SEE DETAIL.

5

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

8

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

3

S-12.1 S-12.1

REMOVE EXISTING EXHAUST PIPE, TIE DOWN CLAMP, AND ITS
ACCESSORIES AND REPLACE WITH NEW TO MATCH EXISTING. PROVIDE
NEW 6" HIGH CONCRETE BASE w/ #3 BAR REINFORCEMENT.

REMOVE EXISTING DETERIORATED STEEL BEAM AND REPLACE WITH
NEW.

REMOVE/DISPOSE EXISTING DUCTWORK AND ITS APPURTENANCES,
CLEAN EXISTING BOLT HOLES AND PATCH WITH EPOXY MORTAR.

WATERBLAST, SCRAPE OFF BUILD UP DIRT, CLEAN AND PATCH w/
EPOXY SPACKLING COMPOUND TO RECEIVE NEW PAINT, TYPICAL.

REMOVE EXISTING ROOF EXHAUST FAN AND REPLACE WITH NEW,
REFER TO MECHANICAL DRAWINGS.

REMOVE EXISTING STEEL PIPE SUPPORT AND REPLACE WITH NEW,
REFER TO MECHANICAL DRAWINGS.

WATERBLAST, SCRAPE OFF PAINT FLAKING CLEAN AND PATCH w/
WATER RESISTANT EPOXY SPAKLING COMPOUND PAINTED, TYPICAL.

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF 

DAMAGES, SEE SHEET S-2.9.A and S-2.9.B _ GMP S-WING.

3. FOR CONTINUATION OF KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-2.9.1 _ GMP S-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET 

S-2.9.2 _ GMP S-WING.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE 

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL 

QUANTITIES AS VERIFIED BY THE OWNER.

SEE

PHOTO            TYP
16e

S-2.9 S-2.9.A

1

S-17.1 S-17.1
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kje

jl

S-2.9.1
rmca

27

PHOTO KEY NOTES:

WING PHOTO
No.

DAMAGED DESCRIPTION

DETERIORATED EXHAUST OPENING COVER.

UPPER ROOF PARAPET CRACKS (2 lf, 12 each = 24 lf).

UPPER ROOF CRACKS (60 lf).

LOWER ROOF METAL FLASHING  SEISMIC COVER

(98 lf).

DETERIORATED FLASHING COVER (30 lf) UPPER ROOF.

CRACK & SPALLS ON CURB  AT CHILLER UPPER ROOF

(20 lf).

UPPER ROOF CURB TRANSVERSE CRACKS

(62 each, 2 lf = 124 lf).

UPPER ROOF DETERIORATED FLASHING COVER

M-WING (60 lf).

UPPER ROOF (M-WING) CURB CRACKS (3 lf).

UPPER ROOF (CHILLER) CURB CRACKS

(7 each, 2 lf = 14 lf).

STEEL PLATE ON CORBEL RUSTED (2 each).

23e

S-2.9 S-2.9.B

24e

S-2.9 S-2.9.B

25e

S-2.9 S-2.9.B

26e

S-2.9 S-2.9.B

27e

S-2.9 S-2.9.B

28e

S-2.9 S-2.9.B

29e

S-2.9 S-2.9.B

30e

S-2.9 S-2.9.B

31e

S-2.9 S-2.9.B

32e

S-2.9 S-2.9.B

33e

S-2.9 S-2.9.B

34e

S-2.9 S-2.9.B

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS
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REMOVE EXISTING RUSTED METAL COVER AND REPLACE WITH NEW
STAINLESS STEEL METAL COVER, REFER TO MECHANICAL DRAWINGS.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

5

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

6

S-12.1 S-12.1

8

S-14.1 S-14.1

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW
SEISMIC GAP ROOF FLASHING, SEE DETAILS.

8

S-14.1 S-14.1

SAWCUT DAMAGED SPALLS, CHIP OFF TO SOUND CONCRETE CLEAN &
PATCH w/ EPOXY MORTAR, TYPICAL.

9

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

5

S-12.1 S-12.1

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW
SEISMIC GAP ROOF FLASHING, SEE DETAILS.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

5

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

5

S-12.1 S-12.1

REMOVE EXISTING STEEL PLACE AND PATCH WITH EPOXY MOTAR.

DETERIORATED ROOF COATING LOWER AND UPPER

ROOF DECK (26,151 sf).

WATERBLAST TO CLEAN EXISTING ROOF DECK, PATCH UNEVEN
DAMAGED SURFACES AND PATCH WITH EPOXY MORTAR.  PROVIDE NEW
45 MIL POLYURATHANE ROOF COATING, TYPICAL.

10

S-14.1 S-14.1

REMOVE EXISTING METAL FLASHING SEISMIC COVER and REPLACE WITH
NEW SSTL SEISMIC GAP ROOF FLASHING, SEE DETAIL.
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1

S-2.9 S-2.9.A

UPPER & LOWER ROOF DECK EXTERIOR KEY PHOTOS _ GMP, S-WING

SCALE: NTS

1e
S-2.9 S-2.9.A

PHOTO 2e
S-2.9 S-2.9.A

PHOTO 3e
S-2.9 S-2.9.A

PHOTO 4e
S-2.9 S-2.9.A

PHOTO 5e
S-2.9 S-2.9.A

PHOTO 6e
S-2.9 S-2.9.A

PHOTO

7e
S-2.9 S-2.9.A

PHOTO 8e
S-2.9 S-2.9.A

PHOTO 9e
S-2.9 S-2.9.A

PHOTO 10e
S-2.9 S-2.9.A

PHOTO 11e
S-2.9 S-2.9.A

PHOTO 12e
S-2.9 S-2.9.A

PHOTO

13e
S-2.9 S-2.9.A

PHOTO 14e
S-2.9 S-2.9.A

PHOTO 15e
S-2.9 S-2.9.A

PHOTO 17e
S-2.9 S-2.9.A

PHOTO 18e
S-2.9 S-2.9.A

PHOTO

19e
S-2.9 S-2.9.A

PHOTO 20e
S-2.9 S-2.9.A

PHOTO 21e
S-2.9 S-2.9.A

PHOTO 22e
S-2.9 S-2.9.A

PHOTO

PAINT FLAKING ON CURB (10lf).

PAINT PEELING (43' X 13') 559sf.

ROOF DRAIN COVER MISSING.
DETERIORATED DRAIN COVER (14ea.), TYPICAL.

DETERIORATED ACCESS STEEL STAIRS.

PIPE RAILING

DETERIORATED

(1346lf).

ALUMINUM LOUVER MISSING.

WATER PONDING AREA (150sf).

DETERIORATED COOLING TOWER CHAIN LINK FENCE

& ITS ACCESSORIES (1696sf).

SPALLS/ CRACKS ON CONCRETE CURB (2sf).

DETERIORATED EXHAUST PIPE and MISSING TIE

DOWN (3ea, 16 lf)

DETERIORATED CLAMP TIE-DOWN OR MISSING (16ea.).

RUSTED ANCHORS (4ea.).

CONCRETE PARAPET CRACKS (207lf).
ROOF JOINT CRACKS (23lf).

VERTICAL CRACKS (8' H @10'lf).

STEEL BEAM SUPPORT RUSTED (6ea., 30lf). ABANDONED METAL DUCTWORK.

SEVERE STAIN & MILDEW, BLACK ALGAE UNDER

SCUPPER DRAIN (72sf).

DETERIORATED ROOF EXHAUST FAN, TYPICAL. CHILLED WATER LINE DETERIORATED PIPE SUPPORT

(2ea.0 @ 10'.

16e
S-2.9 S-2.9.B

PHOTO

MULTIPLE WALL CRACKS
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1

S-2.9 S-2.9.B

UPPER & LOWER ROOF DECK EXTERIOR KEY PHOTOS _ GMP, S-WING

SCALE: NTS

23e
S-2.9 S-2.9.B

PHOTO 24e
S-2.9 S-2.9.B

PHOTO 25e
S-2.9 S-2.9.B

PHOTO 26e
S-2.9 S-2.9.B

PHOTO 27e
S-2.9 S-2.9.B

PHOTO 28e
S-2.9 S-2.9.B

PHOTO

29e
S-2.9 S-2.9.B

PHOTO 30e
S-2.9 S-2.9.B

PHOTO 31e
S-2.9 S-2.9.B

PHOTO 32e
S-2.9 S-2.9.B

PHOTO 33e
S-2.9 S-2.9.B

PHOTO 34e
S-2.9 S-2.9.B

PHOTO

DETERIORATED EXHAUST OPENING COVER. UPPER ROOF PARAPET CRACKS (12ea.). UPPER ROOF CRACKS (60lf).

LOWER ROOF METAL FLASHING  SEISMIC COVER

(98lf).

DETERIORATED FLASHING COVER (30lf) (UPPER

ROOF).

CRACK & SPALLS ON CURB  AT CHILLER UPPER ROOF

(20lf).

UPPER ROOF CURB TRANSVERSE CRACKS (62 LOC.). UPPER ROOF DETERIORATED FLASHING COVER

(M-WING).

UPPER ROOF (M-WING) CURB CRACKS (11 LOC.). UPPER ROOF (CHILLER) CURB CRACKS (7 LOC.).
STEEL PLATE ON CORBEL RUSTED (2 LOC.). DETERIORATED ROOF COATING LOWER AND UPPER

ROO DECK, TYPICAL (26,151 sf).
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GRAPHIC SCALE:

B

16 14 1213

C

D

E

LOWER ROOF
P - WING

15

1

S-2.1 S-2.9.2

PARTIAL ROOF DECK PLAN _ GMP,S-WING:  REPAIR AREA LOCATIONS

SCALE: 3/32" = 1' - 0"

F

G

UPPER ROOF
G-WING

UPPER
ROOF

M - WING

LOWER ROOF S-WING

A-WING

D-WING

L-WING

S-WING

M-WING

P-WING

C-WING

B-WING E-WING

G-WING

GEN

12346891011121314

A

C

D

E

F

G

H

J

K

L

KEY PLAN

N

O

R

T

H

1516

B

A

A2

A1

SEE

DETAIL
1

S-2.9.2 S-10.1

SEE

DETAIL             (1,696 sf)
3

S-2.9.2 S-16.1
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DETAIL
7

S-2.9.2 S-13.1

SEE

DETAIL
8

S-2.9.2 S-14.1

SEE

DETAIL
8

S-2.9.2 S-14.1

LOWER

L
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R

(Area = 2,784 sf)

(A
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a =
 60

1 s
f)

(Area = 5,338 sf)

(Area = 7,884 sf)

(Area = 5,580 sf)

(Area = 569 sf) SEE

DETAIL
8

S-2.9.2 S-14.1

SEE

DETAIL          .
10

S-2.9.2 S-14.1
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF 

DAMAGES, SEE SHEET S-2.9.A & S-2.9.B _ GMP S-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE 

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL 

QUANTITIES AS VERIFIED BY THE OWNER.

36

35
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

WATERBLAST SCRAPE OFF PAINT FLAKING, CLEAN AND PATCH w/
EPOXY SPACKLING COMPOUND, PREPARE TO RECEIVE NEW PAINT, TYP.

7

S-13.1 S-13.1

REMOVE EXIST STRAINER BASKET AND REPLACE WITH NEW DRAIN
COVER, SEE DRAIN RESTORATION & REPAIR DETAILS, TYPICAL.

7

S-13.1 S-13.1

REMOVE EXIST STRAINER BASKET AND REPLACE WITH NEW DRAIN
COVER, SEE DRAIN RESTORATION & REPAIR DETAILS, TYPICAL.

REMOVE EXISTING STEEL LADDER AND ITS ACCESSORIES AND REPLACE
WITH NEW, SEE SHEET S-10.1 FOR TYPICAL STAIR DETAILS

1

S-2.9 S-10.1

REMOVE EXISTING PERIMETER GUARD RAIL AND REPLACE WITH NEW,
SEE TYPICAL DETAILS.

2

S-16.1 S-16.1

PROVIDE NEW ALUMINUM TYPHONE SHUTTERS TO MATCH EXITING.

WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN & PROVIDE NEW CONCRETE CEMENT TOPPING.
PROVIDE SLOPE ON NEW TOPPING TO DIRECT WATER TO EXISTING
ROOF DRAIN OR SCUPPER DRAIN.

REMOVE EXISTING CHAINLINK FENCE AND ITS ACCESSORIES AND
REPLACE WITH NEW TO MATCH EXISTING.

3

S-16.1 S-16.1

SAWCUT DAMAGED SPALLS, CHIP OFF TO SOUND CONCRETE CLEAN &
PATCH w/ EPOXY MORTAR, TYPICAL.

9

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY GROUT,
SEE DETAIL.

3

S-12.1 S-12.1

REMOVE EXISTING TIE DOWN CLAMP AND ITS ACCESSORIES AND
REPLACE WITH NEW STAINLESS STEEL INCLUDING APPURTENANCES.

SAWCUT AND REMOVE EXISTING RUSTED ANCHOR TO 1" MIN DEEP
BELOW SLAB AND PATCH WITH EPOXY MORTAR TO FINISH.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY GROUT,
SEE DETAIL.

5

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

8

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

3

S-12.1 S-12.1

REMOVE EXISTING DETERIORATED STEEL BEAM AND REPLACE WITH
NEW.

REMOVE/DISPOSE EXISTING DUCTWORK AND ITS APPURTENANCES,
CLEAN EXISTING BOLT HOLES AND PATCH WITH EPOXY MORTAR.

WATERBLAST, SCRAPE OFF BUILD UP DIRT, CLEAN AND PATCH w/
EPOXY SPACKLING COMPOUND TO RECEIVE NEW PAINT, TYPICAL.

REMOVE EXISTING ROOF EXHAUST FAN AND REPLACE WITH NEW,
REFER TO MECHANICAL DRAWINGS.

REMOVE EXISTING STEEL PIPE SUPPORT AND REPLACE WITH NEW,
REFER TO MECHANICAL DRAWINGS.21
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8

WATERBLAST, SCRAPE OFF PAINT FLAKING CLEAN AND PATCH w/
WATER RESISTANT EPOXY SPAKLING COMPOUND PAINTED, TYPICAL.

REMOVE EXISTING VENT PIPE AND REPLACE WITH NEW TO MATCH
EXISTING.

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW
SEISMIC GAP ROOF FLASHING, SEE DETAILS.

8

S-14.1 S-14.1

REMOVE EXISTING RUSTED METAL COVER AND REPLACE WITH NEW
STAINLESS STEEL METAL COVER, REFER TO MECHANICAL DRAWINGS.

REMOVE EXISTING METAL FLASHING SEISMIC COVER and REPLACE WITH
NEW SSTL SEISMIC GAP ROOF FLASHING, SEE DETAIL.

8

S-14.1 S-14.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

6

S-12.1 S-12.1

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW
SEISMIC GAP ROOF FLASHING, SEE DETAILS.

8

S-14.1 S-14.1

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW
SEISMIC GAP ROOF FLASHING, SEE DETAILS.

8

S-14.1 S-14.1

SAWCUT DAMAGED SPALLS, CHIP OFF TO SOUND CONCRETE CLEAN &
PATCH w/ EPOXY MORTAR, TYPICAL.

9

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

5

S-12.1 S-12.1

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW
SEISMIC GAP ROOF FLASHING, SEE DETAILS.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

5

S-12.1 S-12.1

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER,
SEE DETAIL.

5

S-12.1 S-12.1

REMOVE EXISTING STEEL PLACE AND PATCH WITH EPOXY MOTAR.

WATERBLAST TO CLEAN EXISTING ROOF DECK, PATCH UNEVEN
DAMAGED SURFACES AND PATCH WITH EPOXY MORTAR.  PROVIDE NEW
45 MIL POLYURATHANE ROOF COATING, TYPICAL.

10

S-14.1 S-14.1

11

REMOVE EXISTING EXHAUST PIPE, TIE DOWN CLAMP, AND ITS
ACCESSORIES AND REPLACE WITH NEW TO MATCH EXISTING. PROVIDE
NEW 6" HIGH CONCRETE BASE w/ #3 BAR REINFORCEMENT.

1

S-17.1 S-17.1
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DAMAGED DESCRIPTION

1e

S-2.10 S-2.10.A

2e

S-2.10 S-2.10.A

3e

S-2.10 S-2.10.A

4e

S-2.10 S-2.10.A

5e

S-2.10 S-2.10.A

6e

S-2.10 S-2.10.A

7e

S-2.10 S-2.10.A

8e

S-2.10 S-2.10.A

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES, SEE SHEET

S-2.10.A _ GEN-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET S-2.10.1 _ GEN-WING.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR SHALL

BE BASE UPON ACTUAL QUANTITIES AS VERIFIED BY THE OWNER.

DETERIORATED DRAIN COVER (14 ea). REMOVE EXIST STRAINER BASKET and REPLACE WITH NEW DRAIN
COVER, SEE DRAIN RESTORATION and REPAIR DETAILS, TYPICAL.

7

S-13.1 S-13.1

WATER PONDING AREA (150 sf). WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN and PROVIDE NEW CONCRETE CEMENT TOPPING.
PROVIDE SLOPE ON NEW TOPPING TO DIRECT WATER TO EXISTING
ROOF DRAIN OR SCUPPER DRAIN.

DETERIORATED CLAMP TIE-DOWN OR MISSING

(16 ea, 6 lf).

REMOVE EXISTING TIE DOWN CLAMP and ITS ACCESSORIES and
REPLACE WITH NEW STAINLESS STEEL INCLUDING APPURTENANCES.

RUSTED ANCHORS (4 ea). SAWCUT and REMOVE EXISTING RUSTED ANCHOR TO 1" MIN DEEP
BELOW SLAB and PATCH WITH EPOXY MORTAR TO FINISH.

DETERIORATED EXHAUST PIPE, CONCRETE BASE

DAMAGED & MISSING TIE-DOWN (3 ea, 16 lf).

REMOVE EXISTING EXHAUST PIPE, TIE DOWN CLAMP, DAMAGED
CONCRETE BASE AND ITS ACCESSORIES AND REPLACE WITH NEW TO
MATCH EXISTING. PROVIDE NEW 6" HIGH CONCRETE BASE.

DETERIORATED STEEL VENT PIPE (2 ea). REMOVE EXISTING VENT PIPE and REPLACE WITH NEW TO MATCH
EXISTING.

DETERIORATED SEISMIC JOINT COVER (14 lf). REMOVE EXISTING SEISMIC JOINT COVER and REPLACE WITH NEW
SEISMIC GAP ROOF FLASHING, SEE DETAILS.

DETERIORATED ROOF COATING LOWER AND UPPER

ROOF DECK (26,151 sf).

WATERBLAST TO CLEAN EXISTING ROOF DECK, PATCH UNEVEN
DAMAGED SURFACES AND PATCH WITH EPOXY MORTAR.  PROVIDE NEW
45 MIL POLYURATHANE ROOF COATING, TYPICAL.

8

S-14.1 S-14.1
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1

S-2.10 S-2.10.A

UPPER & LOWER ROOF DECK EXTERIOR KEY PHOTOS _ GEN-WING

SCALE: NTS

1e
S-2.10 S-2.10.A

PHOTO 2e
S-2.10 S-2.10.A

PHOTO 3e
S-2.10 S-2.10.A

PHOTO 4e
S-2.10 S-2.10.A

PHOTO 5e
S-2.10 S-2.10.A

PHOTO 6e
S-2.10 S-2.10.A

PHOTO

7e
S-2.10 S-2.10.A

PHOTO 8e
S-2.10 S-2.10.A

PHOTO

DETERIORATED STEEL VENT PIPE (2ea.).

DETERIORATED SEISMIC JOINT COVER (14lf).

DETERIORATED ROOF COATING LOWER AND

UPPER ROO DECK, TYPICAL (26,151 sf).

DETERIORATED DRAIN COVER (14ea.), TYPICAL.

WATER PONDING AREA (150sf).

DETERIORATED CLAMP TIE-DOWN OR MISSING (16ea.).

RUSTED ANCHORS (4ea.).

DETERIORATED EXHAUST PIPE, CONCRETE BASE

DAMAGED & MISSING TIE-DOWN (3ea.) @16'.
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PARTIAL ROOF DECK PLAN _ GEN-WING: REPAIR AREA LOCATIONS
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES, SEE SHEET

S-2.10.A _ GEN-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR SHALL

BE BASE UPON ACTUAL QUANTITIES AS VERIFIED BY THE OWNER.

REMOVE EXIST STRAINER BASKET and REPLACE WITH NEW DRAIN
COVER, SEE DRAIN RESTORATION and REPAIR DETAILS, TYPICAL.

7

S-13.1 S-13.1

WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN and PROVIDE NEW CONCRETE CEMENT TOPPING.
PROVIDE SLOPE ON NEW TOPPING TO DIRECT WATER TO EXISTING
ROOF DRAIN OR SCUPPER DRAIN.

REMOVE EXISTING TIE DOWN CLAMP and ITS ACCESSORIES and
REPLACE WITH NEW STAINLESS STEEL INCLUDING APPURTENANCES.

SAWCUT and REMOVE EXISTING RUSTED ANCHOR TO 1" MIN DEEP
BELOW SLAB and PATCH WITH EPOXY MORTAR TO FINISH.

REMOVE EXISTING EXHAUST PIPE, TIE DOWN CLAMP, DAMAGED
CONCRETE BASE AND ITS ACCESSORIES AND REPLACE WITH NEW TO
MATCH EXISTING. PROVIDE NEW 6" HIGH CONCRETE BASE.

REMOVE EXISTING VENT PIPE and REPLACE WITH NEW TO MATCH
EXISTING.

REMOVE EXISTING SEISMIC JOINT COVER and REPLACE WITH NEW
SEISMIC GAP ROOF FLASHING, SEE DETAILS.

WATERBLAST TO CLEAN EXISTING ROOF DECK, PATCH UNEVEN
DAMAGED SURFACES AND PATCH WITH EPOXY MORTAR.  PROVIDE NEW
45 MIL POLYURATHANE ROOF COATING, TYPICAL.
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THIRD FLOOR PLAN _ B-WING:  DAMAGED LOCATIONS

SCALE: 3/32" = 1' - 0"
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DAMAGED DESCRIPTION

DETERIORATED PARAPET WALL PAINTS (1440 sf).

ROOF DRAIN WATER PONDING (4 ea) 860 sf.

ROOF CRACKS ON SLAB (38 lf).

DETERIORATED ROOF DRAIN STRAINER (4 ea).

DETERIORATED ROOF COATING MEMBRANE (9900 +

2640 = 12,540 sf).

DETERIORATED ROOF DRAIN DOME COVER (6 ea).

CONCRETE SPALLS ON PARAPET (8 sf).

1e

S-3.2 S-3.2.A

2e

S-3.2 S-3.2.A

3e

S-3.2 S-3.2.A

4e

S-3.2 S-3.2.A

5e

S-3.2 S-3.2.A

6e

S-3.2 S-3.2.A

7e

S-3.2 S-3.2.A

SEE

PHOTO             (360 sf)

1e

S-3.2 S-3.2.A

SEE

PHOTO             (30 lf)

8e

S-3.2 S-3.2.A

2e

S-3.2 S-3.2.A

SEE

PHOTO     (200 sf)
3e

S-3.2 S-3.2.A

SEE

PHOTO

2e

S-3.2 S-3.2.A

SEE

PHOTO             (300 sf)

SEE

PHOTO             (8 lf)

3e

S-3.2 S-3.2.A

SEE

PHOTO             (4 ea)

4e

S-3.2 S-3.2.A

SEE

PHOTO             (9900 sf)

5e

S-3.2 S-3.2.A

SEE

PHOTO             (1800 sf)

1e

S-3.2 S-3.2.A

SEE

PHOTO             (200 sf)

2e

S-3.2 S-3.2.A

SEE

PHOTO             (160 sf)

2e

S-3.2 S-3.2.A

SEE

PHOTO 1e

S-3.2 S-3.2.A

SEE

PHOTO             (2640 sf)

5e

S-3.2 S-3.2.A

SEE

PHOTO             (1440 sf)

1e

S-3.2 S-3.2.A

SEE

PHOTO             (6 ea)

6e

S-3.2 S-3.2.A

SEE

PHOTO             (360 sf)

1e

S-3.2 S-3.2.A

SEE

PHOTO             (8 sf)

7e

S-3.2 S-3.2.A

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

WATERBLAST  TO CLEAN EXISTING PARAPET WALL AND PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

SAWCUT DAMAGED SPALLS, CHIP OFF TO SOUND CONCRETE CLEAN &
PATCH w/ EPOXY MORTAR, TYPICAL.

10

S-3.2 S-12.1

REMOVE EXISTING ROOF DRAIN STRAINER/COVER AND REPLACE WITH
NEW. SEE DRAIN RESTORATION AND REPAIR DETAILS

WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN & PROVIDE EPOXY BINDER PRIOR TO POURING OF
NEW CONCRETE CEMENT TOPPING. PROVIDE SLOPE ON NEW TOPPING
TO DIRECT WATER TO EXISTING ROOF DRAIN OR SCUPPER DRAIN.

GRIND TRACES OF CRACKS ON ROOF, CLEAN AND INJECT WITH EPOXY
FILLER, SEE DETAIL.

7

S-3.2 S-13.1

WATERBLAST EXISTING ROOF SURFACES, CLEAN AND PROVIDE NEW 45
MIL POLYURATHANE ROOF COATING TYP TO ALL ROOF SURFACES.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER AND REPLACE WITH
NEW. SEE DRAIN RESTORATION AND REPAIR DETAILS

7

S-3.2 S-13.1

0'
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6

S-3.2 S-12.1

DETERIORATED CHAIN LINK & PIPE RAILING & ITS

ACCESSORIES (158 sf).

8e

S-3.2 S-3.2.A

REMOVE EXISTING CHAINLINK GUARD RAILS AND

REPLACE WITH NEW. SEE DETAIL.

2A

S-3.2 S-16.1

2,3

S-3.2 S-15.1

SEE

PHOTO             (128 lf)

8e

S-3.2 S-3.2.A

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES,

SEE SHEET S-3.2.A _ B-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET S-3.2.1 _ B-WING.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR

SHALL BE BASE UPON ACTUAL QUANTITIES AS VERIFIED BY

THE OWNER.
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1e
S-3.2 S-3.2.A

PHOTO

8e
S-3.2 S-3.2.A

PHOTO

2e
S-3.2 S-3.2.A

PHOTO 3e
S-3.2 S-3.2.A

PHOTO 4e
S-3.2 S-3.2.A

PHOTO 6e
S-3.2 S-3.2.A

PHOTO

7e
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PHOTO

5e
S-3.2 S-3.2.A

PHOTO

1

S-3.2 S-3.2.A

THIRD FLOOR EXTERIOR KEY PHOTOS _ B-WING

SCALE: NTS

DETERIORATED PARAPET WALL PAINTS (1440 sf).

DETERIORATED CHAIN LINK & PIPE

RAILING & ITS ACCESSORIES (158 lf).

ROOF DRAIN WATER PONDING (4 ea) 860 sf.
ROOF CRACKS ON SLAB (38 lf). DETERIORATED ROOF DRAIN STRAINER (4 ea). DETERIORATED ROOF COATING MEMBRANE (9900 sf).

DETERIORATED ROOF DRAIN DOME COVER (6 ea).

CONCRETE SPALLS ON PARAPET (8 sf).
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THIRD FLOOR PLAN _ B-WING:  REPAIR AREA LOCATIONS
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A

F

12

A1

A2
DO

DO

NEW CONC TOPPING, WATERBLAST

& ROUGHEN EXISTING CONC

SURFACES TO 1/4 AMPLITUDE

CLEAN AND APPLY EPOXY BINDER

PRIOR TO POURING OF NEW CONC

CEMENT TOPPING.  PROVIDE NEW

POLYURETHANE ROOF COATING

FOR THE ENTIRE ROOF DECK, TYP

EXISTING ROOF DECK

0'

SCALE :

8'

3/32" = 1'-0"

32'16'4'

NEW DRAIN BASKET STRAINER,

TYP, SEE DETAIL
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

WATERBLAST  TO CLEAN EXISTING PARAPET WALL AND PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

SAWCUT DAMAGED SPALLS, CHIP OFF TO SOUND CONCRETE CLEAN &
PATCH w/ EPOXY MORTAR, TYPICAL.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER AND REPLACE WITH
NEW. SEE DRAIN RESTORATION AND REPAIR DETAILS

WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN & PROVIDE EPOXY BINDER PRIOR TO POURING OF
NEW CONCRETE CEMENT TOPPING. PROVIDE SLOPE ON NEW TOPPING
TO DIRECT WATER TO EXISTING ROOF DRAIN OR SCUPPER DRAIN.

GRIND TRACES OF CRACKS ON ROOF, CLEAN AND INJECT WITH EPOXY
FILLER, SEE DETAIL.

WATERBLAST EXISTING ROOF SURFACES, CLEAN AND PROVIDE NEW 45
MIL POLYURATHANE ROOF COATING TYP TO ALL ROOF SURFACES.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER AND REPLACE WITH
NEW. SEE DRAIN RESTORATION AND REPAIR DETAILS

REMOVE EXISTING CHAINLINK GUARD RAILS AND

REPLACE WITH NEW. SEE DETAIL.

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES,

SEE SHEET S-3.2.A _ B-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR

SHALL BE BASE UPON ACTUAL QUANTITIES AS VERIFIED BY

THE OWNER.
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ROOF DRAIN COVER MISSING (8 ea).

RUSTED METAL SCREEN WALL & ITS ACCESSORIES

(183 sf).

DETERIORATED ROOF DRAIN STRAINERS.

ROOF DRAIN WATER PONDING (60 Sf).

DETERIORATED ROOF COATING MEMBRANE

(15360 Sf).

SOLAR PANELS.

DETERIORATED PARAPET WALL PAINTS (2640 Sf).

DETERIORATED CHAINLINK/PIPE RAILINGS & GATE

(38 Lf).

TRACES OF ROOF CRACKS (140 Lf).

REMOVE EXISTING CHAINLINK GUARD RAILS and REPLACE
WITH NEW. SEE DETAIL.

2A

S-3.3 S-16.1

WATERBLAST  TO CLEAN EXISTING PARAPET WALL and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

2,3

S-3.3 S-15.1

WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN & PROVIDE EPOXY BINDER PRIOR TO POURING OF
NEW CONCRETE CEMENT TOPPING. PROVIDE SLOPE ON NEW TOPPING
TO DIRECT WATER TO EXISTING ROOF DRAIN OR SCUPPER DRAIN.

GRIND TRACES OF CRACKS ON ROOF, CLEAN and INJECT WITH EPOXY
FILLER, SEE DETAIL.

6

S-3.3 S-12.1

WATERBLAST EXISTING ROOF SURFACES, CLEAN and PROVIDE NEW 45
MIL POLYURETHANE ROOF COATING TYP TO ALL ROOF SURFACES.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER and REPLACE WITH
NEW. SEE DRAIN RESTORATION and REPAIR DETAILS

7

S-3.3 S-13.1

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

1

S-3.3 S-11.1

REMOVE EXISTING METAL SCREEN WALL & ITS ACCESSORIES and
REPLACE WITH NEW, SEE DETAILS.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER and REPLACE WITH
NEW. SEE DRAIN RESTORATION and REPAIR DETAILS

7

S-3.3 S-13.1

WASH and REMOVE ALL DIRT ON EXISTING SOLAR PANELS.
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A-WING

D-WING
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C-WING
ROOF
DECK

B-WING
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M-WING

GEN
LOWER ROOF DECK

LOWER ROOF DECK

UPPER ROOF DECK

LOWER ROOF DECK

LOWER

ROOF DECK
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ROOF
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UPPER ROOF DECK

F-WING

R
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D

E
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K

ROOF DECK
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ROOF DECK

LOWER

ROOF DECK

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES,

SEE SHEET S-3.2.A _ B-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET S-3.2.1 _ B-WING.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR

SHALL BE BASE UPON ACTUAL QUANTITIES AS VERIFIED BY

THE OWNER.
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1e
S-3.3 S-3.3.A

PHOTO 2e
S-3.3 S-3.3.A

PHOTO 3e
S-3.3 S-3.3.A

PHOTO 4e
S-3.3 S-3.3.A

PHOTO 5e
S-3.3 S-3.3.A

PHOTO 6e
S-3.3 S-3.3.A

PHOTO

7e
S-3.3 S-3.3.A

PHOTO 8e
S-3.3 S-3.3.A

PHOTO 9e
S-3.3 S-3.3.A

PHOTO

1

S-3.3 S-3.3.A

ROOF DECK EXTERIOR KEY PHOTOS _ C-WING

SCALE: NTS

ROOF DRAIN COVER MISSING RUSTED METAL SCREEN WALL & ITS

ACCESSORIES (183 sf).

DETERIORATED ROOF DRAIN STRAINERS ROOF DRAIN WATER PONDING (60 Sf) DETERIORATED ROOF COATING MEMBRANE

(15360 Sf)

SOLAR PANELS

DETERIORATED PARAPET WALL PAINTS (2640 Sf) DETERIORATED CHAINLINK/PIPE RAILINGS &

GATE (38 Lf)

TRACES OF ROOF CRACKS (140 Lf)
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GRAPHIC SCALE:
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ROOF DECK PLAN _ C-WING:  REPAIR AREA LOCATIONS

SCALE: 3/32" = 1' - 0"
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NEW ALUMINUM

LOUVERED SCREEN

WALL, SEE DETAILS

EXISTING ROOF DECK
NEW CONC TOPPING, WATERBLAST &

ROUGHEN EXISTING CONC SURFACES TO

1/4 AMPLITUDE CLEAN AND APPLY EPOXY

BINDER PRIOR TO POURING OF NEW CONC

CEMENT TOPPING.  PROVIDE NEW

POLYURETHANE FLOOR COATING ON

ENTIRE CORRIDOR, TYPICAL

EXIST SOLAR PANEL TO BE

CLEAN,  SEE NEW SCOPE OF

WORK NOTES 6e/S-3.4

NEW DRAIN BASKET STRAINER,

TYP, SEE DETAIL 7

S-3.4.1 S-13.1,

SEE

DETAIL               SIM

2,3

S-3.4.1 S-15.1

1

S-3.4.1 S-11.1

NEW DRAIN

BASKET STRAINER,

TYP, SEE DETAIL

7

S-3.4.1 S-13.1

WING PHOTO
No.
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E
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REMOVE EXISTING CHAINLINK GUARD RAILS and REPLACE
WITH NEW. SEE DETAIL.

2A

S-3.3 S-16.1

WATERBLAST  TO CLEAN EXISTING PARAPET WALL and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

2,3

S-3.3 S-15.1

WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN & PROVIDE EPOXY BINDER PRIOR TO POURING OF
NEW CONCRETE CEMENT TOPPING. PROVIDE SLOPE ON NEW TOPPING
TO DIRECT WATER TO EXISTING ROOF DRAIN OR SCUPPER DRAIN.

GRIND TRACES OF CRACKS ON ROOF, CLEAN and INJECT WITH EPOXY
FILLER, SEE DETAIL.

6

S-3.3 S-12.1

WATERBLAST EXISTING ROOF SURFACES, CLEAN and PROVIDE NEW 45
MIL POLYURETHANE ROOF COATING TYP TO ALL ROOF SURFACES.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER and REPLACE WITH
NEW. SEE DRAIN RESTORATION and REPAIR DETAILS

7

S-3.3 S-13.1

NEW SCOPE OF WORKS NOTES:
DETAIL
SHOWNREPAIR DESCRIPTIONS

1

S-3.3 S-11.1

REMOVE EXISTING METAL SCREEN WALL & ITS ACCESSORIES and
REPLACE WITH NEW, SEE DETAILS.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER and REPLACE WITH
NEW. SEE DRAIN RESTORATION and REPAIR DETAILS

7

S-3.3 S-13.1

WASH and REMOVE ALL DIRT ON EXISTING SOLAR PANELS.

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES,

SEE SHEET S-3.3.A _ C-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR

SHALL BE BASE UPON ACTUAL QUANTITIES AS VERIFIED BY

THE OWNER.
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SCALE :
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GRAPHIC SCALE:

B

1
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E

1

S-3.1 S-3.4

THIRD FLOOR/ROOF PLAN _ F-WING:  DAMAGED LOCATIONS

SCALE: 3/32" = 1' - 0"
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F

A1

A2

4e

S-3.4 S-3.4.A

SEE

PHOTO 

SEE

PHOTO           . (6,761 Sf)

2e

S-3.4 S-3.4.A

SEE

PHOTO 1e

S-3.4 S-3.4.A

3e

S-3.4 S-3.4.A

WATER PONDING (Ñ184 Sf). WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN & PROVIDE NEW CONCRETE CEMENT TOPPING.
PROVIDE SLOPE ON NEW TOPPING TO DIRECT WATER TO EXISTING
ROOF DRAIN OR SCUPPER DRAIN.

8'-0"
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6e
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SEE

PHOTO     (2,210 Sf)
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DAMAGED DESCRIPTION

DETERIORATED PARAPET WALL PAINTS.

DETERIORATED ROOF COATING MEMBRANE (6,761sf).

ROOF CRACKS ON PARAPET (6 Lf).

DETERIORATED ROOF DRAIN STRAINER (4 ea).

1e

S-3.4 S-3.4.A

2e

S-3.4 S-3.4.A

5e

S-3.4 S-3.4.A

4e

S-3.4 S-3.4.A

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

WATERBLAST  TO CLEAN EXISTING PARAPET WALL and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER AND REPLACE WITH
NEW. SEE DRAIN RESTORATION AND REPAIR DETAILS

WATERBLAST EXIST ENTIRE ROOF DECK.  CLEAN and PREPARE TO
RECEIVE NEW ROOF COATING 60 MIL POLYURETHANE ROOF COATING.

GRIND TRACES OF CRACKS ON ROOF PARAPET, CLEAN and INJECT WITH
EPOXY FILLER, SEE DETAIL.

7

S-3.4 S-13.1

A-WING

D-WING

S-WING

P-WING

C-WING
ROOF
DECK

B-WING

G-WING

M-WING

GEN
LOWER ROOF DECK

LOWER ROOF DECK

UPPER ROOF DECK

LOWER ROOF DECK

LOWER

ROOF DECK

UPPER

ROOF

DECK

UPPER ROOF DECK

F-WING

R
O

O
F

 
D

E
C

K

ROOF DECK

ROOF DECK

ROOF DECK

LOWER

ROOF DECK

6

S-3.4 S-12.1

5e

S-3.4 S-3.4.A

SEE

PHOTO     (6 Lf)

4e

S-3.4 S-3.4.A

SEE

PHOTO 

3e

S-3.4 S-3.4.A

SEE

PHOTO      (Ñ180 Sf)

3e

S-3.4 S-3.4.A

SEE

PHOTO      (Ñ4 Sf)

SEE

PHOTO           .1e

S-3.4 S-3.4.A

6e

S-3.4 S-3.4.A

SEE

PHOTO     1,224 Sf)

DETERIORATED WALL PAINTS (6,834 Sf).

6e

S-3.4 S-3.4.A

WATERBLAST  TO CLEAN EXISTING PARAPET WALL and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

7e

S-3.4 S-3.4.A

8e

S-3.4 S-3.4.A

9e

S-3.4 S-3.4.A

10e

S-3.4 S-3.4.A

DETERIORATED STAIR WALL PAINT (616 sf).

CONCRETE STAIR GUARDRAIL CRACKS (26 lf).

DETERIORATED SEISMIC JOINT COVER (24 lf).

GREEN ALGAE AND MILDEW AT STAIR WALL (Ñ 156 sf).

9e

S-3.4 S-3.4.A

SEE

PHOTO             (24 lf)

8e

S-3.4 S-3.4.A

SEE

PHOTO             (26 lf)

10e

S-3.4 S-3.4.A

SEE

PHOTO             (156 sf)

REMOVE EXISTING SEISMIC JOINT COVER AND REPLACE WITH NEW, SEE
DETAIL.

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER.
6

S-12.1 S-12.1

1

S-14.1 S-14.1

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

7e

S-3.4 S-3.4.A

SEE

PHOTO             (440 Sf)

7e

S-3.4 S-3.4.A

SEE

PHOTO             (176 Sf)

F-WING
ROOF DECK

6e

S-3.4 S-3.4.A

SEE

PHOTO     (3,400 Sf)

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES,

SEE SHEET S-3.4.A _ F-WING.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET S-3.4.1 _ F-WING.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR

SHALL BE BASE UPON ACTUAL QUANTITIES AS VERIFIED BY

THE OWNER.
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SCALE: NTS

DETERIORATED PARAPET WALL PAINTS DETERIORATED ROOF COATING MEMBRANE. WATER PONDING DETERIORATED ROOF DRAIN STRAINER ROOF CRACKS ON PARAPET DETERIORATED WALL PAINTS
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GRAPHIC SCALE:
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THIRD FLOOR/ROOF DECK PLAN _ F-WING:  REPAIR AREA LOCATIONS
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NEW CONC TOPPING, WATERBLAST & ROUGHEN EXISTING

CONC SURFACES TO 1/4 AMPLITUDE CLEAN AND APPLY

EPOXY BINDER PRIOR TO POURING OF NEW CONC

CEMENT TOPPING.  PROVIDE NEW POLYURETHANE ROOF

COATING FOR THE ENTIRE ROOF DECK, TYPICAL

NEW DRAIN BASKET

STRAINER, TYP, SEE DET

RD

RD

RD

RD

7

S-3.4.1 S-13.1

WATERBLAST EXIST AFFECTED AREAS, ROUGHEN SURFACES TO 1/4
AMPLITUDE, CLEAN & PROVIDE NEW CONCRETE CEMENT TOPPING.
PROVIDE SLOPE ON NEW TOPPING TO DIRECT WATER TO EXISTING
ROOF DRAIN OR SCUPPER DRAIN.

WING PHOTO
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

WATERBLAST  TO CLEAN EXISTING PARAPET WALL and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

REMOVE EXISTING ROOF DRAIN STRAINER/COVER AND REPLACE WITH
NEW. SEE DRAIN RESTORATION AND REPAIR DETAILS

WATERBLAST EXIST ENTIRE ROOF DECK.  CLEAN and PREPARE TO
RECEIVE NEW ROOF COATING 60 MIL POLYURETHANE ROOF COATING.

GRIND TRACES OF CRACKS ON ROOF PARAPET, CLEAN and INJECT WITH
EPOXY FILLER, SEE DETAIL.

7

S-3.4 S-13.1

6

S-3.4 S-12.1

WATERBLAST  TO CLEAN EXISTING PARAPET WALL and PROVIDE NEW
PAINT, PER GMHA FACILITY STANDARD.

REMOVE EXISTING SEISMIC JOINT COVER and REPLACE WITH NEW, SEE
DETAIL.

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

GRIND TRACES OF CRACKS, CLEAN AND INJECT WITH EPOXY FILLER.
6

S-12.1 S-12.1

1

S-14.1 S-14.1

WATERBLAST TO CLEAN EXISTING AFFECTED WALL & PROVIDE NEW
PAINT PER GMHA FACILITY STANDARD.

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF DAMAGES,

SEE SHEET S-3.4.A _ F-WING.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE CONTRACTOR

SHALL BE BASE UPON ACTUAL QUANTITIES AS VERIFIED BY

THE OWNER.
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S-6.1 S-6.1

LEFT SIDE ELEVATION 2nd FLOOR:  DAMAGED LOCATIONS

SCALE: 1/16" = 1' - 0"
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REMOVE EXISTING WINDOW SHUTTERS AND ITS ACCESSORIES AND
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH AND HEIGHT OF EXISTING WALL
OPENING.

PHOTO KEY NOTES:

WING PHOTO
No.
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DAMAGED DESCRIPTION

1e

S-6.1 S-6.1.A

DETERIORATED WALL,  and PARAPET

WALL PAINTS.

DETERIORATED WALL EXHAUST HOOD.

2e

S-6.1 S-6.1.A

4e

S-6.1 S-6.1.A

5e

S-6.1 S-6.1.A

SEE

PHOTO            TYP1e

S-6.1 S-6.1.A

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-6.1.A.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET S-6.1.1.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS AND ITS
ACCESSORIES AND REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

5

S-9.1 S-9.1

PRESSURE-WASH EXISTING WALL TO REMOVE DIRT, STAIN, MILDEW,
ALGAE AND REPAIR ANY AREAS WITH MINOR DAMAGED AND PATCH
WITH EPOXY MORTAR.  PROVIDE NEW PAINT ON ALL WALL, CONC
RAILINGS SURFACES, PER GMHA FACILITY STANDARD, TYPICAL.

DETERIORATED WINDOW ACCORDION

SHUTTERS

(TYP 30 PLACES).

3e

S-6.1 S-6.1.A

SEE

PHOTO                 TYP3e

S-6.1 S-6.1.A,

SEE

PHOTO           .4e

S-6.1 S-6.1.A

SEE

PHOTO            TYP1e

S-6.1 S-6.1.A

SEE

PHOTO 5e

S-6.1 S-6.1.A

SEE

PHOTO              .6e

S-6.1 S-6.1.A,

SEE

PHOTO                TYP3e

S-6.1 S-6.1.A,

7e

S-6.1 S-6.1.A

4

S-9.1 S-9.1

DETERIORATED WINDOW SHUTTERS

(TYP 10 PLACES).

PHOTO KEY NOTES:

WING PHOTO
No.

DAMAGED DESCRIPTION

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.

6e

S-6.1 S-6.1.A

DETERIORATED WALL EXHAUST HOOD.

7e

S-6.1 S-6.1.A

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.

1

S-6.1 S-6.1

FRONT ELEVATION 2nd FLOOR:  DAMAGED LOCATIONS

SCALE: 1/16" = 1' - 0"
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PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

SEE

PHOTO            TYP2e

S-6.1 S-6.1.A,

SEE

PHOTO            TYP2e

S-6.1 S-6.1.A,

SEE

PHOTO            TYP1e

S-6.1 S-6.1.A

DETERIORATED WALL EXHAUST HOOD. REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.

7e

S-6.1 S-6.1.A

SEE

PHOTO            TYP1e

S-6.1 S-6.1.A

7e

S-6.1 S-6.1.A

7e

S-6.1 S-6.1.A

BIRDS DROPPINGS PRESENT ON BEAM,

HOODS, PIPES, DUCT WORK, SHUTTER

HEAD, ETC. FROM LIGHT TO HEAVILY

INFESTED NARROW TO EXTRA WIDE

AREAS.
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1

S-6.1 S-6.1.A

FRONT and LEFT SIDE ELEVATION 2nd FLOOR - EXTERIOR KEY PHOTOS

SCALE: NTS

1e
S-6.1 S-6.1.A

PHOTO 2e
S-6.1 S-6.1.A

PHOTO 3e
S-6.1 S-6.1.A

PHOTO 4e
S-6.1 S-6.1.A

PHOTO 5e
S-6.1 S-6.1.A

PHOTO 6e
S-6.1 S-6.1.A

PHOTO

7e
S-6.1 S-6.1.A

PHOTO

DETERIORATED WALLS,  and PARAPET WALL PAINTS.

DETERIORATED WALL EXHAUST HOODS.
DETERIORATED WALL EXHAUST HOOD.

DETERIORATED WINDOW ACCORDION

SHUTTERS

BIRDS DROPPINGS PRESENT ON BEAM, HOODS, PIPES,

DUCT WORK, SHUTTER HEAD, ETC. FROM LIGHT TO

HEAVILY INFESTED NARROW TO EXTRA WIDE AREAS.

DETERIORATED WINDOW SHUTTERS

DETERIORATED EXHAUST DUCT WORK.
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S-6.1.1 S-6.1.1

LEFT SIDE ELEVATION 2nd FLOOR:   REPAIR AREA LOCATIONS

SCALE: 1/16" = 1' - 0"
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NOTES: 

1. FOR GENERAL REPAIR METHODS,

SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS

DESCRIPTION OF DAMAGES,

SEE SHEET S-6.1.A.

3. ALL QUANTITIES SHOWN ARE

ESTIMATED.  THE CONTRACTOR

SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE

OWNER.

1

S-6.1.1 S-6.1.1

FRONT ELEVATION 2nd FLOOR:  REPAIR AREA LOCATIONS

SCALE: 1/16" = 1' - 0"

REMOVE EXISTING WINDOW SHUTTERS AND ITS ACCESSORIES AND
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH AND HEIGHT OF EXISTING WALL
OPENING.
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WINDOW ACCORDION SHUTTERS AND ITS
ACCESSORIES AND REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

5

S-9.1 S-9.1

PRESSURE-WASH EXISTING WALL TO REMOVE DIRT, STAIN, MILDEW,
ALGAE AND REPAIR ANY AREAS WITH MINOR DAMAGED AND PATCH
WITH EPOXY MORTAR.  PROVIDE NEW PAINT ON ALL WALL, CONC
RAILINGS SURFACES, PER GMHA FACILITY STANDARD, TYPICAL.

4

S-9.1 S-9.1

WING PHOTO
No.

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.
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PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

REMOVE EXISTING WALL EXHAUST HOOD AND REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
AND DETAIL.
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GRAPHIC SCALE:
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REAR ELEVATION 2nd FLOOR:  DAMAGED LOCATIONS

SCALE: 1/16" = 1' - 0"
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S-6.2 S-6.2

RIGHT SIDE ELEVATION 2nd FLOOR:  DAMAGED LOCATIONS

SCALE: 1/16" = 1' - 0"
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SEE

PHOTO            TYP1e

S-6.2 S-6.2.A

SEE PHOTO                TYP3e

S-6.2 S-6.2.A,

SEE

PHOTO           .4e

S-6.2 S-6.2.A

7e

S-6.2 S-6.2.A

SEE

PHOTO           .5e

S-6.2 S-6.2.A

SEE

PHOTO            TYP3e

S-6.2 S-6.2.A,

7e

S-6.2 S-6.2.A

SEE

PHOTO 10e

S-6.2 S-6.2.A,

SEE

PHOTO 1e

S-6.2 S-6.2.A

11e

S-6.2 S-6.2.A,

SEE

PHOTO            TYP1e

S-6.2 S-6.2.A

NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-6.2.A.

3. FOR REPAIR AREA LOCATIONS, SEE SHEET S-6.2.1.

4. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.

REMOVE EXISTING WINDOW SHUTTERS AND ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

PHOTO KEY NOTES:

WING PHOTO
No.
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DAMAGED DESCRIPTION

1e

S-6.2 S-6.2.A

DETERIORATED WALL,  and PARAPET

WALL PAINTS.

DETERIORATED WALL CAP EXHAUST

HOOD w/ SCREEN.

2e

S-6.2 S-6.2.A

4e

S-6.2 S-6.2.A

5e

S-6.2 S-6.2.A

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

5

S-9.1 S-9.1

PRESSURE-WASH EXISTING WALL TO REMOVE DIRT, STAIN, MILDEW,
ALGAE and REPAIR ANY AREAS WITH MINOR DAMAGED and PATCH WITH
EPOXY MORTAR.  PROVIDE NEW PAINT ON ALL WALL, CONCRETE
RAILINGS SURFACES, PER GMHA FACILITY STANDARD, TYPICAL.

DETERIORATED WINDOW ACCORDION

SHUTTERS

(TYP 10 PLACES).

3e

S-6.2 S-6.2.A

4

S-9.1 S-9.1

DETERIORATED WINDOW SHUTTERS

(TYP 2 PLACES).

PHOTO KEY NOTES:

WING PHOTO
No.

DAMAGED DESCRIPTION

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WALL CAP EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.

6e

S-6.2 S-6.2.A

DETERIORATED DOOR HEAD BLOWER,

2ea (7'Lx1'Hx1'D).

7e

S-6.2 S-6.2.A

REMOVE EXISTING DOOR HEAD BLOWER and REPLACE WITH NEW to
MATCH EXISTING, SEE MECHANICAL PLAN and DETAIL.
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S PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

SEE

PHOTO            TYP2e

S-6.2 S-6.2.A,

DETERIORATED STEEL DOOR and ITS

ACCESSORIES.

REMOVE EXISTING STEEL DOOR and ITS ACCESSORIES and REPLACE
with NEW ALUMINUM DOOR and DOOR FRAMES, SEE DETAILS.

BIRDS DROPPINGS PRESENT ON BEAM,

HOODS, PIPES, DUCT WORK, SHUTTER

HEAD, ETC. FROM LIGHT TO HEAVILY

INFESTED NARROW TO EXTRA WIDE

AREAS.

8e

S-6.2 S-6.2.A,

7e

S-6.2 S-6.2.A

SEE

PHOTO

SEE

PHOTO           .

SEE

PHOTO            TYP1e

S-6.2 S-6.2.A

SEE

PHOTO           .6e

S-6.2 S-6.2.A

1,2,3

S-8.1 S-8.1

DETERIORATED WALL EXHAUST HOOD

w/ SCREEN.

8e

S-6.2 S-6.2.A

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.

SEE

PHOTO            TYP9e

S-6.2 S-6.2.A,

7e

S-6.2 S-6.2.A

9e

S-6.2 S-6.2.A

DETERIORATED STORE FRONT WINDOW

and DOOR ACCORDION SHUTTERS.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

DETERIORATED WALL EXHAUST HOOD

w/ SCREEN.

10e

S-6.2 S-6.2.A

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.

DETERIORATED WALL EXHAUST HOOD

w/ SCREEN.

11e

S-6.2 S-6.2.A

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.
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1

S-6.2 S-6.2.A

REAR and RIGHT SIDE ELEVATION 2nd FLOOR - EXTERIOR KEY PHOTOS

SCALE: NTS

1e
S-6.2 S-6.2.A

PHOTO 2e
S-6.2 S-6.2.A

PHOTO 3e
S-6.2 S-6.2.A

PHOTO 4e
S-6.2 S-6.2.A

PHOTO 5e
S-6.2 S-6.2.A

PHOTO

6e
S-6.2 S-6.2.A

PHOTO 7e
S-6.2 S-6.2.A

PHOTO

DETERIORATED WALLS,  and PARAPET WALL PAINTS.

DETERIORATED WALL CAP EXHAUST HOODS

with SCREEN.

DETERIORATED DOOR HEAD BLOWER.
DETERIORATED WINDOW ACCORDION

SHUTTERS

BIRDS DROPPINGS PRESENT ON BEAM, HOODS, PIPES,

DUCT WORK, SHUTTER HEAD, ETC. FROM LIGHT TO

HEAVILY INFESTED NARROW TO EXTRA WIDE AREAS.

DETERIORATED WINDOW SHUTTERS

DETERIORATED STEEL DOOR and ITS

ACCESSORIES.

8e
S-6.2 S-6.2.A

PHOTO 9e
S-6.2 S-6.2.A

PHOTO 10e
S-6.2 S-6.2.A

PHOTO 11e
S-6.2 S-6.2.A

PHOTO

DETERIORATED WALL EXHAUST HOODS with

SCREEN.

DETERIORATED WALL EXHAUST HOODS with

SCREEN.

DETERIORATED STORE FRONT WINDOW and

DOOR ACCORDION SHUTTERS.

DETERIORATED WALL EXHAUST HOODS with

SCREEN.
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GRAPHIC SCALE:

1

S-6.2.1 S-6.2.1

REAR ELEVATION 2nd FLOOR:  REPAIR AREA LOCATIONS

SCALE: 1/16" = 1' - 0"
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2

S-6.2.1 S-6.2.1

RIGHT SIDE ELEVATION 2nd FLOOR:  REPAIR AREA LOCATIONS

SCALE: 1/16" = 1' - 0"
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NOTES: 

1. FOR GENERAL REPAIR METHODS, SEE SHEET S-001.

2. FOR EXTERIOR KEY PHOTOS DESCRIPTION OF

DAMAGES, SEE SHEET S-6.2.1.A.

3. ALL QUANTITIES SHOWN ARE ESTIMATED.  THE

CONTRACTOR SHALL BE PAID BASE UPON ACTUAL

QUANTITIES AS VERIFIED BY THE OWNER.

REMOVE EXISTING WINDOW SHUTTERS AND ITS ACCESSORIES and
REPLACE WITH NEW EXTERIOR MOUNTED TYPHOON RATED
INTERLOCKING ALUMINUM SLATS ROLL-UP SHUTTERS WITH MANUAL
OPERATING SYSTEM.  VERIFY WIDTH and HEIGHT OF EXISTING WALL
OPENING.

WING PHOTO
No.
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SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.

5

S-9.1 S-9.1

PRESSURE-WASH EXISTING WALL TO REMOVE DIRT, STAIN, MILDEW,
ALGAE and REPAIR ANY AREAS WITH MINOR DAMAGED and PATCH WITH
EPOXY MORTAR.  PROVIDE NEW PAINT ON ALL WALL, CONCRETE
RAILINGS SURFACES, PER GMHA FACILITY STANDARD, TYPICAL.

4

S-9.1 S-9.1

WING PHOTO
No.

SCOPE of REPAIR WORKS:
DETAIL
SHOWNREPAIR METHODS

REMOVE EXISTING WALL CAP EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.

REMOVE EXISTING DOOR HEAD BLOWER and REPLACE WITH NEW to
MATCH EXISTING, SEE MECHANICAL PLAN and DETAIL.
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S PROVIDE STAINLESS STEEL ANTI BIRD SPIKES ON ALL  LEDGES SUCH AS
PIPES, SPRINKLER SYSTEMS, STEEL BEAMS, WINDOW SHUTTERS HEAD,
HVAC EXHAUST HOODS, AC UNITS, ETC. and PVC AviAngle LEDGE SHIELD
ON CONCRETE BEAM LEDGES.  SEE SHEET S-9.1 FOR PVC AviAngle
LEDGE SHIELD and ANTI BIRD SPIKES SPECIFICATIONS.

REMOVE EXISTING STEEL DOOR and ITS ACCESSORIES and REPLACE
with NEW ALUMINUM DOOR and DOOR FRAMES, SEE DETAILS.

1,2,3

S-8.1 S-8.1

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.

REMOVE EXISTING WINDOW ACCORDION SHUTTERS and ITS
ACCESSORIES and REPLACE WITH NEW ALUMINUM ACCORDION
SHUTTER, TYPICAL AT EXTERIOR CORRIDORS.  REFER TO GMHA FOR
COLOR SELECTION.
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7
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9

2 7

1

10 11 1 8

7

1

3 7564

1

3 7

9

TYP

TYP

TYP

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.

10

REMOVE EXISTING WALL EXHAUST HOOD and REPLACE WITH NEW
STAINLESS STEEL HOOD TO MATCH EXISTING, SEE MECHANICAL PLAN
and DETAIL.
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DOOR SCHEDULE

MARK TYPE
DOOR OPENING

WIDTH HIEGHT
MAT'L FINISH HW

TYPETHICKNESS REMARKS
MAT'L FINISH

FRAME

2

2 PAINT DOUBLE SWINGPAINT6'-0" ALUM1 3/4"7'-0" HW-01AL/HCM

PAINT SINGLE SWINGPAINT3'-0" ALUM1 3/4"7'-0" HW-02AL/HCM

5 PAINT PAINT6'-0" ALUM1 3/4"7'-0" HW-07AL/HCM

5 PAINT PAINT3'-0" ALUM1 3/4"7'-0" HW-08AL/HCM

DOUBLE SWING w/ LOUVERS

DOUBLE SWING w/ LOUVERS

5 PAINT PAINT2'-4" ALUM1 3/4"7'-0" HW-08AL/HCM DOUBLE SWING w/ LOUVERS

TYPE 2

2
S-7.1 S-8.1

3
S-7.1 S-8.1

1
S-7.1 S-8.1

ALUM FLUSH DOOR
TYPE 2

2
S-7.1 S-8.1

3
S-7.1 S-8.1

1
S-7.1 S-8.1

ALUM FLUSH DOOR

8
S-7.1 S-8.1

HW - 01 HW - 02

WINDOW SCHEDULE

MARK TYPE
WINDOW SIZE

WIDTH HIEGHT
DESCRIPTION

MAT'L FINISH
FRAME

6'-0"

ANODAL

ANOD8'-6" ALA

FIXED GLASS (AS PER MANUFACTURER)

FIXED GLASS (AS PER MANUFACTURER)
A 6'-0" 8'-6"

ANODAL FIXED GLASS (AS PER MANUFACTURER)
A 12'-0" 8'-6"

NOTES

TYPE A

FIXED GLASS w/
ALUM FRAME

3B
S-7.1 S-9.1

1
S-7.1 S-9.1

2
S-7.1 S-9.1

TYPE A

FIXED GLASS w/
ALUM FRAME

3A
S-7.1 S-9.1

1
S-7.1 S-9.1

2
S-7.1 S-9.1

TYPE A

FIXED GLASS w/
ALUM FRAME

3B
S-7.1 S-9.1

1
S-7.1 S-9.1

2
S-7.1 S-9.1

FFL

TYPE 5

ALUM SINGLE
DOOR w/ LOUVERS

2
S-7.1 S-8.1

1
S-7.1 S-8.1

TYPE 5

ALUM DOUBLE
DOOR w/ LOUVERS

3
S-7.1 S-8.1

2
S-7.1 S-8.1

1
S-7.1 S-8.1

3
S-7.1 S-8.1

8
S-7.1 S-8.1

ENGINEERING CONSULTANTS

EMPSCO

& Planning Services Corporation

Engineering Management

1998 ARMY DRIVE, 2/F EMPSCO BUILDING

ROUTE 16, DEDEDO, GUAM 96929

Tel. (671) 638.5716 / 638.4716  Fax (671) 638.2136

GOVERNMENT OF GUAM

. .

77

GMHA HOSPITAL AND ENVELOPE UPGRADE

PROJECT

7/1
8/2

02
4 1

1:1
2:5

6 A
M

DOOR TYPE ELEVATIONS / SCHEDULE
WINDOW TYPE ELEVATIONS / SCHEDULE

kje

jl

S-7.1
rmca

47

1
S-7.1 S-7.1

DOOR ELEVATIONS
SCALE: NTS

2
S-7.1 S-7.1

WINDOW ELEVATIONS
SCALE: NTS

3
S-7.1 S-7.1

DOOR HARDWARE SCHEDULE
SCALE: NTS
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ARTICULATED COUPLING

Roller shutter for Heluz lintel - common guiding channel

Roller shutter for Heluz lintel - connected roller shutters

Option with common box

85

76 - 125

3

Recommended quantity of telescopic brackets for guide rail DF A3

0 - 75

2

126 - 175

4

176 - 225

5

226 - 290

6

Telescopic bracket

Connected roller shutters for Heluz lintel

9
0
 
õ
 
1
5
0

2
2

Position

2

70

71

80

Item name

Manual drive

120-180

190,200

210

220

230

240

250

260

260

Staple

End cap

Staple

Round end cap lock

Dead stop 28 mm

PVC block for last slat

Weight down steel bar

Winding table for 60 Octagonal Shaft

M317

165

180

manual

control

2300

3000

Slats

M317

Standard

M328

Technical data ( mm)

M317

Covering height

Thickness

Material thickness

Weight

Maximum Width

Maximum Area

37

7,6

0,3

2,8 kg/m2

2900

6,5 m2

M328

37

7,8

0,28

2,6 kg/m2

2700

5,8 m2

manual

control

2480

3000

Slat

M328 MY442

manual

control

1850

2300

MY442

Vivera, Heluz

MY442

42

9,3

0,3

2,85 Kg/m2

4000

8,5 m2

42

A1 - Width of first

roller shutter

A2 - Width of second

roller shutter

Telescopic bracket

Guiding channels

Height of roller

shutter

Amount of

brackets

Al pocket for guiding

channel

Al. guiding channel

without brush

Brush for guiding

channel

Ratchet 10x3mm

into last slat

Cylinder round lock

into last slat

Slats

270,271

Box

Size

PVC ANGLE LEDGE SHIELD FOR BIRDS

NOTE ON ANGLE SHIELD:

1. PVC ANGLE SHIELD (AviAngle) SHALL

BE INSTALLED WITH STAINLES STEEL

SCREW ANCHORS.  REFER TO

MANUFACTURER'S INSTALLATION

INSTRUCTIONS.

SEE NOTE

SPECIFICATIONS
Material:  POLYCARBONATE BASE & 304 STAINLESS WIRE
Wire Diameter:  1.3mm (.0512")
Height of Spike:  120mm (4.7244")
Spike Span (tip to tip):  50mm (1.9685")
Spike Quantity Per Strip:  40 spikes
Protection Width:  UP TO 100mm (3.9370")
Base Size:  500mm L x 40mm W (19.6850"x1.5748")
Bird Species - PIGEONS, STARLINGS, MYNAS, SPARROWS
Infestation - From LIGHT to HEAVILY INFESTED AREAS.
Situation - IDEAL for NARROW LEDGES such as PIPES, SPRINKLER

 SYSTEM, SIGNAGE, RAFTERS, RAILINGS, ETC
Installation - USE A SUITABLE NEUTRAL CURE SILICON ADHESIVE.

    SCREWS or NAILS ALSO CAN BE USED.

SPECIFICATIONS
Material:  POLYCARBONATE BASE & 304 STAINLESS WIRE
Wire Diameter:  1.3mm (.0512")
Height of Spike:  110mm (4.3307")
Spike Span (tip to tip):  140mm (5.5118")
Spike Quantity Per Strip:  40 spikes
Protection Width:  UP TO 180mm (7.0886")
Base Size:  500mm L x 23mm W (19.6850"x0.9055")
Bird Species - PIGEONS, STARLINGS, MYNAS, SPARROWS
Infestation - From LIGHT to HEAVILY INFESTED AREAS.
Situation   - IDEAL for NARROW  to WIDE LEDGES such as PIPES,

   SPRINKLER SYSTEM, STEEL BEAMS, BRICK WALLS,
   WINDOW SILLS, ETC

Installation - USE A SUITABLE NEUTRAL CURE SILICON ADHESIVE.
    SCREWS or NAILS ALSO CAN BE USED.

SPECIFICATIONS
Material:  POLYCARBONATE BASE & 304 STAINLESS WIRE
Wire Diameter:  1.4mm (.05512")
Height of Spike:  150mm (5.9055")
Spike Span (tip to tip):  240mm (9.4488")
Spike Quantity Per Strip:  36 spikes
Protection Width:  UP TO 300mm (11.8110")
Base Size:  330mm L x 120mm W (12.9921"x4.7244")
Bird Species - PIGEONS, STARLINGS, MYNAS, SPARROWS
Infestation - From LIGHT to HEAVILY INFESTED AREAS.
Situation   - IDEAL for WIDE LEDGES such as STEEL BEAMS, 

    BRICK WALLS, WINDOW SILLS, SIGNAGE, BUILDING L
    EDGES, ETC

Installation - USE A SUITABLE NEUTRAL CURE SILICON ADHESIVE.
    SCREWS or NAILS ALSO CAN BE USED.

NOTE TO CONTRACTOR:

PRODUCTS OR MATERIALS SHOWN IN THESE DRAWINGS ARE IDENTIFIED BY

PROPRIETARY BRAND NAMES.  CONTRACTOR MAY USE ALTERNATIVE PRODUCTS

ON MATERIALS OF DIFFERENT BRANDS OR MANUFACTURES'S HAVING EQUIVALENT

FUNCTIONS AND PERFORMANCE MAY BE SUBSTITUTED IF PRIOR APPROVAL FROM

CONTRACTING OFFICIALS HAS BEEN OBTAINED.
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1
S-12.1 S-12.1

BEAM SECTION & END BEAM SECTION
SCALE: NTS

MISCELLANEOUS REPAIR DETAILS
kje

jl

S-12.1
rmca

52

8
S-12.1 S-12.1

JOINT REPAIR DETAIL
SCALE: NTS

2
S-12.1 S-12.1

BEAM / SLAB SECTION
SCALE: NTS

3
S-12.1 S-12.1

CRACKS AT FLOOR, WALL OR CEILING
SCALE: NTS

5
S-12.1 S-12.1

HAIRLINE CRACK REPAIR DETAIL
SCALE: NTS

6
S-12.1 S-12.1

CRACK REPAIR DETAIL
SCALE: NTS

7
S-12.1 S-12.1

REPAIR AT CORNER DETAIL
SCALE: NTS

9
S-12.1 S-12.1

EXPOSED REBAR REPAIR DETAIL
SCALE:

CONCRETE SPALLS w/ 
NTS

10
S-12.1 S-12.1

CONCRETE SPALLS REPAIR DETAIL
SCALE: NTS

4
S-12.1 S-12.1

TYPICAL SPALLS AT COLUMN
SCALE: NTS

11
S-12.1 S-12.1

SPALL REPAIR AT BEAM & SLAB JOINT
SCALE: NTS

BRUSH-COAT REPAIR AND PAINT
SURFACE WITH CEMENT MORTAR
TO MATCH ADJACENT SURFACE

HAIRLINE CRACKEXIST CONC FLOOR
OR WALL

FILL CRACKS WITH
EPOXY INJECTION

CLEAN SURFACES OF
EXISTING CRACK TO
BE REPAIRED

FILL CRACKS WITH
EPOXY INJECTION

CHIP EXIST UNSOUND
CONCRETE & PATCH
W/ EPOXY CONC

EXIST CONC
WALL OR ROOF

EPOXY BINDER

VARIES

VA
RI

ES

EXIST CONC SLAB, TYP

EXIST KEY JOINT

SAW-CUT 1" MIN EACH SIDE
OF CONTROL JOINT, REMOVE
DAMAGED JOINT SEALANT
ROUGHEN EXPOSED
SURFACE TO 1/4" AMPLITUDE

EPOXY BINDER

FILLED FLEXIBLE
JOINT MORTAR PATCH

VARIES

VA
RI

ES

EXISTING CONCRETE
SURFACES, TYP

EPOXY BINDER

2" DEEP SAW-CUT 1"
MIN FROM SPALLED
CONC EDGES

EXPOSED REBAR

REMOVE SPALLED
CONC TO SOUND
CONCRETE; ROUGHEN
EXPOSED SURFACES
TO 1/4" AMPLITUDE &
PATCH w/ EPOXY CONC

STEELBRUSH
EXPOSED REBAR

MORTAR PATCH

VARIES

VA
RI

ES

REMOVE SPALLED CONC TO
SOUND CONCRETE; ROUGHEN
EXPOSED SURFACES TO 1/4"
AMPLITUDE & PATCH w/ EPOXY
CONC

MORTAR PATCH

EPOXY BINDER

2" DEEP SAW-CUT 1"
MIN FROM SPALLED
CONC EDGES

EXISTING CONCRETE
SURFACES, TYP

1.

2.

3.

4.

5.

6.

7.

QUANTITIES OF REPAIR WORK ARE APPROXIMATE ONLY.  CONTRACTOR
SHALL VISIT THE JOBSITE AND CONDUCT SITE INSPECTION AND BASE THEIR
BID ON ACTUAL QUANTITIES.
DETAILS OF REPAIR WORKS SHOWN ARE TYPICAL AND SHALL APPLY
GENERALLY THROUGHOUT FOR SIMILAR CONDITIONS.  REFER TO S-001
FOR NOTES ON REPAIR METHODS.

CONTRACTOR SHALL USE AS A MAXIMUM REQUIREMENT AN ELECTRONIC
MAGNETIC DETECTION EQUIPMENT TO AVOID DRILLING OF EXISTING
REINFORCEMENTS DURING INSTALLATION.

CONTRACTOR SHALL VERIFY EXISTING FIELD CONDITIONS BEFORE
COMMENCING WORK.

CONTRACTOR SHALL PROVIDE ADEQUATE SHORING AND BRACING TO
PROJECT EXISTING PRECAST CONCRETE ROOF PANELS DURING REPAIR
WORKS.

CONTRACTOR SHALL COORDINATE ALL WORK SCHEDULE WITH THE USING
AGENCY.

WHEN NECESSARY, REMOVE AND REINSTALL EXISTING UTILITIES PIPES PIPES,
DUCTS AND SUPPORTS ATTACHED TO EXISTING ROOF TO FACILITATE
INSTALLATION OF BOLT CONNECTION.  ANY DAMAGED INCURRED DURING
REMOVAL SHALL BE REPAIRED OR REPLACE TO ORIGINAL OR BETTER
CONDTION BY THE CONTRACTOR AT NO ADDITIONAL COST TO THE
GOVERNMENT.

GENERAL NOTES;

CONCRETE SPALLS w/
EXPOSED REBARS
WHERE OCCURS, SEE
DETAIL 8/S-301

EXIST CONCRETE
UNDERSIDE SLAB

UNDERSIDE SLAB
CONCRETE SPALLS
WHERE OCCURS, TYP

EXIST CONCRETE
UNDERSIDE SLAB

CONC FLOOR, WALL OR
OVEHANG CEILING CRACKS,
SEE DETAIL 6/S-12.1

CONCRETE SPALLS
WHERE OCCURS, SEE
DETAIL 9/S-301

EXIST CONCRETE
COLUMN

VA
RI

ES

CONCRETE SPALLS w/
EXPOSED REBARS
WHERE OCCURS, TYP

EXIST CONCRETE
UNDERSIDE EDGE
SLAB

EXIST KEY JOINT

VARIES

EXISTING CONC
SLAB, TYP

FILLED FLEXIBLE JOINT
MORTAR PATCH

EPOXY BINDER
SAW-CUT 1" MIN EACH SIDE OF
CONTROL JOINT, REMOVE
DAMAGED JOINT SEALANT
ROUGHEN EXPOSED SURFACE
TO 1/4" AMPLITUDE

VA
RI

ES
VA

RI
ES
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1'-
0 1

/4"

EXIST METAL STUD FURRING

NEW HORIZ METAL STUD @ JOINT
TRANSITION OF GYPSUM BOARD

EXIST THK CONC WALL

PROVIDE NEW INSULATION R-13

NEW WINDOW FRAME

SEALANT EACH SIDE

NEW WINDOW GLAZING

EXIST GYPSUM BOARD

SPAKLING TAPE @ JOINT, CONT

NEW 5/8" THK TYPE-X
GYPSUM BOARD WALL FINISH

NEW ALUM CORNER BEAD w/
SPAKLING TAPE @ CORNERS

PROVIDE SEALANT

1'-
0 1

/4"

EXIST GYPSUM BOARD HEADER

EXIST METAL STUD FURRING

NEW HORIZ METAL STUD @ JOINT
TRANSITION OF GYPSUM BOARD

EXIST THK CONC WALL

PROVIDE NEW INSULATION R-13

NEW WINDOW FRAME

SEALANT EACH SIDE

NEW WINDOW GLAZING

SPAKLING TAPE @ JOINT, CONT

NEW 5/8" THK TYPE-X
GYPSUM BOARD WALL FINISH

NEW ALUM CORNER BEAD w/
SPAKLING TAPE @ CORNERS

PROVIDE SEALANT

1'-0 1/4"

EXIST GYPBD
FURRED WALL

EXIST METAL
STUD FURRING

NEW HORIZ METAL STUD
@ JOINT TRANSITION OF
GYPSUM BOARD

EXIST THK
CONC WALL

PROVIDE NEW
INSULATION R-13

NEW WINDOW FRAMESEALANT EACH SIDE

NEW WINDOW GLAZING

SPAKLING TAPE @
JOINT, CONT

NEW 5/8" THK TYPE-X
GYPSUM BOARD WALL FINISH

NEW ALUM CORNER BEAD w/
SPAKLING TAPE @ CORNERS

PROVIDE SEALANT

TOPCOAT FLEXSEAL OR
APPROVED EQUAL, TYP

TOPCOAT MB PLUS OR
TOPCOAT SURFACE
SEAL SB OR APPROVED
EQUAL, TYP

6" TOPCOAT FLASHING
FABRIC OR APPROVED
EQUAL, TYP

EXISTING BUILT-UP
ROOFING

EXISTING DRAIN
ASSEMBLY

EXISTING CONC ROOF

NEW STRAINER BASKET
TO MATCH EXIST

NEW COMPRESSION
RING TO MATCH
EXIST

NEW COMPRESSION
BOLT

EXIST INSULATION

3" MIN.
12"

MAX 1"

NOTES:
1. ASPHALT IS APPLIED UNIFORMLY TO EACH PLY AT A RATE OF APPROXIMATELY 25 LBS PER 100

2. WHEN DRAIN SUMP EXCEEDS 1:12, DRAIN INSERT IS RECOMMENDED.
3. THE HOLE IN THE INTERPLY SHOULD EXTEND A MINIMUM OF 1 INCH BEYOND THE CLAMPING

RING AND SHOULD NOT BE SMALLER THAN THE DIAMETER OF THE LEADER PIPE.

NEW STRAINER
BASKET TO MATCH
EXIST

NEW COMPRESSION RING TO MATCH EXIST

NEW
COMPRESSION
BOLT

1/2" MIN,
        SEE NOTE #3

MULTI-PURPOSE
FLASHING CEMENT

30" SQUARE MIN, 2 1/2 LB TO 4LB COPPER FLASHING SET
ON FINISHED ROOF MULTI-PURPOSE FLASHING CEMENT.
(PRIME TOP SURFACE BEFORE STRIPPING.)

REQ'D INTERPLY TOPCOAT

MODIFIED BITUMEN GRANULE SURFACED CAP
SHEET

EXIST ROOF SLAB

3" MIN. EXIST BUILT
UP ROOF

EXIST DRAIN ASSEMBLY

VA
RI

ES
 (V

ER
IF

Y)

EXIST GYPSUM BOARD WALL
EXIST METAL STUD FURRING

NEW HORIZ METAL STUD @ JOINT
TRANSITION OF GYPSUM BOARD

EXIST THK CONC WALL

PROVIDE NEW INSULATION R-13

SPAKLING TAPE @ JOINT, CONT

NEW 5/8" THK TYPE-X
GYPSUM BOARD WALL FINISH

BUILDING PAPER ON
CEMENT BOARD

ALUM METAL SCREED

EXISTING WALL

METAL LATH OVER
BLDG PAPER

5/8" THK CEMENT
BOARD

1 1/4" THK STUCCO w/
WATER SEAL AND
PAINT FINISH

EXIST WALL HEADER

EXISTING FLOOR
SLAB

NEW 6" METAL STUD
@ 12" OC

NEW 6" METAL STUD
RUNNER BOT

NEW 6" METAL STUD
RUNNER TOP

5/8" THK TYPE-X
GYPSUM BOARD
WALL

SEALANT

REGLET

DRIP FLASHING, SEE
DETAIL 9 / S-14.1

ANCHOR

2"

INTERIOR SIDE

SEALANT EACH SIDEDOOR FASTENER

ALUM WINDOW
FRAME

STUCCO OR
PLASTERED WALL
FINISH

FIXED GLAZING

EXTERIOR SIDE

DOOR FASTENER

SHIM
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1:3
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7 A
M

EXRERIOR WALL [W1] SECTION, EXTERIOR WALL [W1] / WINDOW
JAMB DETAIL, FURRED WALL DETAILS and ROOF DRAIN 
RESTORATION/REPAIR DETAILS

kje

jl

S-13.1
rmca

53

0"

SCALE : 3" = 1'-0"

1" 2" 3" 6" 12"

3
S-13.1 S-13.1

FURRED WINDOW SILL REPAIR DETAIL
SCALE: 1" = 1' - 0"

4
S-13.1 S-13.1

FURRED WINDOW HEADER REPAIR DETAIL
SCALE: 1" = 1' - 0"

5
S-13.1 S-13.1

FURRED WINDOW SIDE REPAIR DETAIL
SCALE: 1" = 1' - 0"

7A
S-13.1 S-13.1

ROOF DRAIN ISOMETRIC
SCALE: NTS

7
S-13.1 S-13.1

ROOF DRAIN RESTORATION AND REPAIR DETAILS
SCALE: NTS

7B
S-13.1 S-13.1

DETAIL SECTION
SCALE: NTS

6
S-13.1 S-13.1

FURRED WALL REPAIR DETAIL
SCALE: 1" = 1' - 0"

GRAPHIC SCALE:

0"

SCALE :

6"

1" = 1'-0"

2'1' 3'

1
S-13.1 S-13.1

EXTERIOR WALL [W1] SECTION
SCALE: 1" = 1' - 0"

2
S-13.1 S-13.1

EXTERIOR WALL [W1]/ WINDOW JAMB DETAIL
SCALE: 3" = 1' - 0"
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FASTENER

CONTINUOUS
EXTRUDED
ALUMINUM
FRAME

PRIMARY
FLEXIBLE
SEAL

SEALANT

JOINT COVER

JOINT COVER

1/4" MASONRY
FASTENER
@ 18" O.C.

SEALANT

SEAL
FLEXIBLE
PRIMARY

CONTINUOUS GASKET

3/16"x1 3/4" TAPPER 18" O.C. (FIN:
SILVER P/S) ICC-ES#-ESR-3068
(MASONRY)

7 3/4"
.090 CONTINUOUS ALUMINUM
CENTER PLATE

CONT EXTRUDED ALUM WALL
CLIP ADAPTOR

EXIST CORRIDOR
SLAB 1 1

/2"

3/8
"

EXIST

EXIST BEAM

EXIST WALL
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MISCELLANEOUS SEISMIC JOINT DETAILS
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0"

SCALE : 1 1/2" = 1'-0"

3" 6" 2'1'

1

S-14.1 S-14.1

SEISMIC EXPANSION DETAIL

SCALE  NTS

4

S-14.1 S-14.1

NEW OVERHEAD JOINT COVER DETAIL

SCALE: NTS

CONT EXTRUDED ALUM
CENTER PLATE

7 3/4"

CONT EXTRUDED ALUM
SERRATED PLATE

1"

FIN FLR LINE

NON-SHRINK GROUT
LEVELING BED AS
REQUIRED

2 7/8"STAINLESS STL FOIL
HEAT SHIELD

CONT EXTRUDED ALUM
FRAME

1/4"x1 3/4" MASONRY
ANCHOR 18" OC

2 HOUR FIRE BARRIER
FILLER

2" MIN
(VERIFY)

2
S-14.1 S-14.1

FLOOR TO FLOOR DETAIL
SCALE:

SEISMIC JOINT COVER 
3" = 1'-0"

CONT EXTRUDED ALUM
CENTER PLATE

4 7/8"

CONT EXTRUDED ALUM
FLOOR TO WALL FRAME

1"

FIN FLR LINE

NON-SHRINK GROUT
LEVELING BED AS REQUIRED

2 7/8"

STAINLESS STL FOIL
HEAT SHIELD

CONT EXTRUDED ALUM
FRAME

1/4"x1 3/4" MASONRY
ANCHOR 18" OC

2 HOUR FIRE BARRIER
FILLER2"

(VERIFY)

CONT EXTRUDED ALUM
SERRATED PLATE

3/16"x1 3/4" TAPPER 18" OC

3
S-14.1 S-14.1

FLOOR TO WALL/COL DETAIL
SCALE:

SEISMIC JOINT COVER 
1 1/2" = 1'-0"

2" WIDE ALUM BACK
CLIP 18" OC

DUROFLEX GASKET
SHOP INSTALLED

3 1
/2"

CONT ALUM COVER
PLATE

3 3/8"
(VERIFY)

3/16"x1 3/4" TAPPER
18" OC

NEW T-RUNNER w/ WIRE
HANGER

EXIST WALL

EXIST CEILING TILES

ACOUSTICAL WALL
ANGLE

#8x1/2" WAFER HD TEK
SCREW @ 18" OC

DUAL DUROMETER
PVC WHITE

2"
(VERIFY)

NEW T-RUNNER w/ WIRE
HANGER

EXIST WALL

EXIST CEILING TILES

#8x1 1/2" TEK
SCREW @ 18" OC

#8x1/2" WAFER HD TEK
SCREW @ 18" OC

DUAL DUROMETER
PVC WHITE

2"
(VERIFY)

NEW T-RUNNER w/ WIRE
HANGER

EXIST CEILING TILES

CONT EXTRUDED ALUM
COVER PLATE

1"
(VERIFY)

SEALANT

EXIST WALL

CONT MOISTURE SEAL

REGLET AND FLASHING
AS REQUIRED

1/4"x2" SSTL SCREW ANCHOR
w/ SEALING WASHER @ 18" OC
CONT EXTRUDED
ALUM FRAME

1/4"x1 3/4" MASONRY
ANCHOR w/ SEALING
WASHER @ 18" OC

2 HOUR FIRE BARRIER
FILLER

STAINLESS STL FOIL
HEAT SHIELD

2 7/8"

3 7/8"

1"

1/2"

EXIST ROOF SLAB

5

S-14.1 S-14.1

SEISMIC GAP CEILING COVER DETAIL

SCALE  NTS

6

S-14.1 S-14.1

SEISMIC GAP CEILING TO WALL DET

SCALE  NTS

7

S-14.1 S-14.1

SEISMIC GAP CEILING TO CEILING  DET

SCALE  NTS

8

S-14.1 S-14.1

SEISMIC GAP ROOF FLASHING DETAIL

SCALE  NTS

CONT EXTRUDED ALUM
DRIP FLASHING PLATE AT
EXIST WALL, BY MFR OR
APPROVE EQUAL

SEALANT EXIST WALL

REGLET AND FLASHING
AS REQUIRED

1/4"x1 3/4" MASONRY
ANCHOR w/ SEALING
WASHER @ 18" OC

3 7/8"

1"

9

S-14.1 S-14.1

WALL DRIP FLASHING DETAIL

SCALE  NTS

10

S-14.1 S-14.1

SEISMIC GAP JOINT FLASHING DETAIL

SCALE  NTS

9 1/8" SPRING STEEL
TURN BAR 18" OC

5/16-18x3 1/2" CAP SCREW
w/ SEALANT WASHER &
PVC SPACER 18" OC

CONT MOISTURE SEAL

CONT EXTRUDED
ALUM FRAME

1/4x2" SSTL LAG
SCREW w/ SEALING
WASHER @ 18" OC

.090 FORMED ALUM
COVER PLATE

11"

16" WIDE POLYETHYLENE
VAPOR BARRIER

3" (VERIFY)

CONT GALV STL
WASHER STRIP

1/4"x1 3/4" MASONRY
ANCHOR @ 18" OC

FIRE BARRIER
2-HOUR RATED

STAINLESS STEEL
FOIL HEAT SHIELD

FROM 2x WOOD
BLOCKING

CU
RB

 (V
ER

IF
Y)

2 7/8"

3"
 M

IN

CONT
EXTRUDED
ALUM
FRAME

GRAPHIC SCALE:

0"

SCALE : 3" = 1'-0"

1" 2" 3" 6" 12"
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5B
S-15.1 S-15.1

END POST DETAIL5A
S-15.1 S-15.1

LINE POST ATTACHMENTS 5C
S-15.1 S-15.1

ATTACHMENT
TOP OR BRACE RAIL

5
S-15.1 S-15.1

CHAINLINK GUARD RAIL CONNECTION DETAILS
SCALE: NTS

4C
S-15.1 S-15.1

LATCH DETAIL 4D
S-15.1 S-15.1

TENSION ROD DETAIL4A
S-15.1 S-15.1

LOCKING DEVICE DETAIL 4B
S-15.1 S-15.1

BOTTOM HINGE DETAIL 4F
S-15.1 S-15.1

STRETCHER DETAIL
TENSION BAND AND

4
S-15.1 S-15.1

CHAINLINK PERSONNEL GATE CONNECTION DETAILS
SCALE: NTS

4E
S-15.1 S-15.1

HINGE GATE DETAIL

CHAINLINK AND PIPE GUARD RAIL DETAILS
AND PERSONNEL GATE DETAILS

kje

jl

S-15.1
rmca

55

GRAPHIC SCALE:
0'

SCALE :

1' 2' 3'

1/2" = 1'-0"

4'6" 6'

2
S-15.1 S-15.1

CHAINLINK GUARD RAIL SECTION
SCALE: NTS

3
S-15.1 S-15.1

CHAINLINK GUARD RAIL MOUNTING DETAIL
SCALE: NTS

3

S-15.1 S-15.1

3RD FLR/RF DECK LINE 3RD FLR/RF DECK LINE

2

S-15.1 S-15.1

1
S-3.4.1 S-15.1

CONCRETE CURB AND CHAINLINK GUARD RAIL PLAN DETAIL
SCALE: 1" = 1' - 0"

CORRIDOR
EXTERIOR

EXIST CONC BEAM

3"
6"

2"
3"

PIPE POST @ 10'-0" OC

TYP

1/4 TYP

POST SLEEVE

SCREW ANCHOR
1/4" PLATE
COVER, TYP

2"
4"

3'-
6"

5"
2'-

0"

TOP & BOT

1'-
0"

 (E
XI

ST
)

2'-
0"

HANDRAIL TOP &
BOT

TYP
3/16"

8"x6"x3/8" THK STL BASE
PLATE, SEE DETAIL

SCREW ANCHOR

5"

1

S-15.1 S-15.1

NOTE:
FOR LOCATION OF
ANCHORING, SEE

8"

2"

SLEEVE

TYP

1/4 TYP

1/4" PLATE COVER,
TYP

3"
6" 3"

2"

3'-
6"

4"

2"

TWISTED &
BARBED
SELVAGE @
24" OC

1'-
0"

 (E
XI

ST
)

PIPE POST @ 10'-0" OC

TENSION BAR TO
ENGAGE EACH
FABRIC LINK

TENSION BAND (15" OC
MAX AND WITHIN 4"
FROM TOP AND
BOTTOM OF FABRIC)

FABRIC

TENSION BAR

CARRIAGE BOLT

EPOXY COATED
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OC MAX)

EPOXY COATED
CHAINLINK
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4.

3.
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1.

NOTES:

GATE FRAME SHALL BE OF WELDED PIPE
CONSTRUCTION.
FOR ALL WELDED CONNECTIONS: CORNERS
SHALL BE MITERED AND ALL PIPE BRACES
PROPERLY COPED.
ALL WELDED CONNECTIONS SHALL BE PAINTED
WITH TWO COATS OF Z.R.C. COLD GALVANIZING
COMPOUND.
GATE HINGES SHALL BE TACK WELDED TO POST
ALL PIPES AND POST SIZES ARE NOMINAL DIAMETER
(N.D.)

PAD LOCK SHALL BE FURNISHED BY OWNER.

FIPES, FITTINGS AND POSTS SHALL BE HOT-DIP
GALVANIZED.

GATE
FRAME

WELD

GATE
FRAME

LIFT
ROD

PADLOCK
HOLE

LOCKING
DEVICE

LATCH
PORK

PORK LATCH

2" GI PIPE GATE
FRAME

2" GI PIPE
GATE POST

TRUSS
ROD BAND

TURN BUCKLEPOST

CORNER
TRUSS ROD
BAND PLATE

BOTTOM
GATE HINGE

BARBED
SELVAGE TIE WIRE @  14"

OC

TENSION BAND

TENSION ROD

STRETCHER
BAR
STEELGATE
FRAME

2" HINGE
GATE

2" G.I. PIPE
GATE FRAME

2" GI GATE
POST
(TYPICAL)

10'-0"

EXIST BEAM / CURB

3'-
0"

HP HP

SCREW ANCHOR

NEW 7"x6"x3/8" THK
GALV PLATE WELDED
TO PIPE SLEEVE

HOT-DIPPED GALV STL
PIPE SLEEVE 6" LONG

CRICKET TOPPINGEXIST FLOOR DRAIN

TOP & BOT
EPOXY COATED
CHAINLINK FABRIC, TYP

EXIST ROOF

EXIST CORRIDOR
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TWISTED & BARBED
SELVAGE @ 12" OC

PIPE FRAME WELDED
CONNECTION, TYP

TENSION BAR, SEE
DETAIL 5/S-8.7

6"x7"x3/8" THK HOT
DIPPED GALV STL PLATE

2" MOUNTING CLAMP

ANCHOR, TYP

EXIST CMU WALL

TOP & BOT BRACKET
ARM WELDED

1/4"
PIPE HANRAIL POST

5"x5"x3/8" THK
HOT-DIPPED GALV
BASE PLATE w/

CORNERS

1/4" ROUNDED

SCREW ANCHOR BOLT

ENGINEERING CONSULTANTS

EMPSCO

& Planning Services Corporation

Engineering Management

1998 ARMY DRIVE, 2/F EMPSCO BUILDING

ROUTE 16, DEDEDO, GUAM 96929

Tel. (671) 638.5716 / 638.4716  Fax (671) 638.2136

GOVERNMENT OF GUAM

. .

77

GMHA HOSPITAL AND ENVELOPE UPGRADE

PROJECT

GUARD RAIL DETAILS
kje

jl

S-16.1
rmca

56

GRAPHIC SCALE:

0"

SCALE : 1 1/2" = 1'-0"

3" 6" 2'1'

1
S-16.1 S-16.1

GUARD RAIL DETAIL
SCALE: 1 1/2" = 1'-0"

2
S-16.1 S-16.1

ROOF GUARD RAIL DETAILS
SCALE: 1 1/2" = 1'-0"

2A
S-16.1 S-16.1

ROOF MOUNTED DETAIL 2B
S-16.1 S-16.1

CURB MOUNTED SECTION 2C
S-16.1 S-16.1

CURB MOUNTED ELEVATION

3
S-16.1 S-16.1

COOLING TOWER CHAINLINK FENCE DETAIL
SCALE: 1 1/2" = 1'-0"

AutoCAD SHX Text
REV

AutoCAD SHX Text
DATE

AutoCAD SHX Text
BY

AutoCAD SHX Text
SHT. _____ OF _____

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
APPROVED BY

AutoCAD SHX Text
DATE:________________________

AutoCAD SHX Text
GMHA NO.

AutoCAD SHX Text
GRANT ID NO.

AutoCAD SHX Text
CONTRACT NO.

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
PROJECT:

AutoCAD SHX Text
CONTENTS:

AutoCAD SHX Text
DES. BY:

AutoCAD SHX Text
DRN. BY:

AutoCAD SHX Text
CHK. BY:

AutoCAD SHX Text
CHIEF ENGR:

AutoCAD SHX Text
ENGR. SUP:

AutoCAD SHX Text
PROJ. ENGR:

AutoCAD SHX Text
I HEREBY CERTIFY THAT THIS PLAN WAS PREPARED BY ME OR UNDER MY DIRECT SUPERVISION

AutoCAD SHX Text
GMHA RFP 001-2021

AutoCAD SHX Text
.

AutoCAD SHX Text
.

AutoCAD SHX Text
.

AutoCAD SHX Text
54

AutoCAD SHX Text
EXP. 04-30-24

AutoCAD SHX Text
NO. 774

AutoCAD SHX Text
( STRUCTURAL )

AutoCAD SHX Text
03-20-2023



AND WASHERS

CAST IRON STANCHION
SADDLE

STL PIPE SUPPORT, TYP

8x8x1/2" THK HOT DIPPED
GALV STL BASE PLATE

SCREW ANCHOR, TYP

CONC BASE LINE

EXIST PIPES
(VERIFY DIA)

VA
RI

ES
 (V

ER
IF

Y 
HE

IG
TH

 O
F 

EX
IS

TI
NG

 P
IP

E)

ENGINEERING CONSULTANTS

EMPSCO

& Planning Services Corporation

Engineering Management

1998 ARMY DRIVE, 2/F EMPSCO BUILDING

ROUTE 16, DEDEDO, GUAM 96929

Tel. (671) 638.5716 / 638.4716  Fax (671) 638.2136

GOVERNMENT OF GUAM

. .

77

GMHA HOSPITAL AND ENVELOPE UPGRADE

PROJECT

 NEW PIPE SUPPORT DETAIL
kje

jl

S-17.1
rmca

57

GRAPHIC SCALE:

0"

SCALE : 1 1/2" = 1'-0"

3" 6" 2'1'

1
S-17.1 S-17.1

NEW PIPE SUPPORT DETAIL
SCALE: 1 1/2" = 1'-0"

AutoCAD SHX Text
REV

AutoCAD SHX Text
DATE

AutoCAD SHX Text
BY

AutoCAD SHX Text
SHT. _____ OF _____

AutoCAD SHX Text
DESCRIPTION

AutoCAD SHX Text
DRAWING NO.

AutoCAD SHX Text
APPROVED BY

AutoCAD SHX Text
DATE:________________________

AutoCAD SHX Text
GMHA NO.

AutoCAD SHX Text
GRANT ID NO.

AutoCAD SHX Text
CONTRACT NO.

AutoCAD SHX Text
PROJECT NO.

AutoCAD SHX Text
PROJECT:

AutoCAD SHX Text
CONTENTS:

AutoCAD SHX Text
DES. BY:

AutoCAD SHX Text
DRN. BY:

AutoCAD SHX Text
CHK. BY:

AutoCAD SHX Text
CHIEF ENGR:

AutoCAD SHX Text
ENGR. SUP:

AutoCAD SHX Text
PROJ. ENGR:

AutoCAD SHX Text
I HEREBY CERTIFY THAT THIS PLAN WAS PREPARED BY ME OR UNDER MY DIRECT SUPERVISION

AutoCAD SHX Text
GMHA RFP 001-2021

AutoCAD SHX Text
.

AutoCAD SHX Text
.

AutoCAD SHX Text
.

AutoCAD SHX Text
54

AutoCAD SHX Text
EXP. 04-30-24

AutoCAD SHX Text
NO. 774

AutoCAD SHX Text
( STRUCTURAL )

AutoCAD SHX Text
03-20-2023



GENERAL NOTES

12.

13.

14.

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

ALL WORK SHALL BE IN ACCORDANCE WITH GOVERNMENT LAWS, ORDINANCES, RULES &
REGULATIONS. MECHANICAL WORK SHALL CONFORM WITH THE 2009 EDITION OF THE INTERNATIONAL
MECHANICAL CODE INTERNATIONAL BUILDING CODE AND AHJ

CONTRACTOR SHALL OBTAIN & PAY FOR ALL GOVERNMENT PERMITS REQUIRED AND COORDINATE
INSPECTIONS BY GOVERNMENT AUTHORITIES.

IT IS THE INTENT OF THIS PLANS TO PROVIDE A WORKING INSTALLATION IN EVERY DETAIL AND ALL
ITEMS REQUIRED SHALL BE FURNISHED WHETHER OR NOT PARTICULARLY SHOWN OR SPECIFIED. DUE
TO SMALL SCALE OF DRAWINGS AND CONCEPTUAL LAYOUT OF DUCTS, PIPING, AND EQUIPMENT,
CONTRACTOR IS REQUIRED TO SUBMIT FOR APPROVAL BY OWNER SHOP DRAWINGS TO INDICATE
EXTENT, SCOPE & CONSTRUCTION DETAIL IN COORDINATION WITH OTHER TRADES WITHOUT ANY
ADDITIONAL COST TO OWNER. WORK SHALL NOT START WITHOUT THESE SHOP DRAWINGS APPROVED
FOR CONSTRUCTION.

ALL MECHANICAL EQUIPMENT ELECTRICAL CHARACTERISTICS, DATA, AND OTHER RELATIVE REQUIREMENT VARIES
WITH MANUFACTURERS. CONTRACTOR SHALL SUBMIT SHOP DRAWINGS TO SUIT PROPOSED EQUIPMENT FOR REVIEW
AND APPROVAL AT NO ADDITIONAL COST TO THE CONTRACT. WORK TO INCLUDE REPLACE/UPGRADE EXISTING
ELECTRICAL AT NO ADDITIONAL COST TO THE OWNER.

CONTRACT DOCUMENT DRAWINGS FOR MECHANICAL WORK ARE DIAGRAMMATIC AND ARE INTENDED
TO  CONVEY SCOPE AND GENERAL ARRANGEMENT ONLY. CONTRACTOR TO PROVIDE SHOP DRAWING
PRIOR TO START OF WORK.

INSTALL ALL MECHANICAL EQUIPMENT AND APPURTENANCES IN ACCORDANCE WITH
MANUFACTURERS' RECOMMENDATIONS, CONTRACT DOCUMENTS, AND APPLICABLE CODES &
REGULATIONS.

PROVIDE VIBRATION ISOLATION FOR ALL MECHANICAL EQUIPMENT TO PREVENT TRANSMISSION OF
VIBRATION TO BUILDING STRUCTURE.

COORDINATE CONSTRUCTION OF ALL MECHANICAL WORK WITH ARCHITECTURAL, STRUCTURAL, CIVIL,
ELECTRICAL & OTHER TRADES SHOWN ON OTHER CONTRACT DOCUMENT DRAWINGS.

ALL TESTS SHALL BE COMPLETED BEFORE ANY MECHANICAL EQUIPMENT OR PIPING INSULATION IS
APPLIED.

COORDINATE ALL EQUIPMENT CONNECTIONS WITH MANUFACTURERS' CERTIFIED DRAWINGS.  PROVIDE
ALL DUCT AND PIPING TRANSITIONS REQUIRED FOR FINAL EQUIPMENT CONNECTIONS TO FURNISHED
EQUIPMENT. FIELD VERIFY AND COORDINATE ALL DUCT AND PIPING DIMENSIONS BEFORE
FABRICATION.

THE LOCATIONS OF ALL ITEMS SHOWN ON THE DRAWINGS OR CALLED FOR IN THE SPECIFICATIONS
THAT ARE NOT DEFINITELY FIXED BY DIMENSIONS ARE APPROXIMATE ONLY.  THE EXACT LOCATIONS
NECESSARY TO  SECURE THE BEST CONDITIONS AND RESULTS MUST DETERMINED BY THE PROJECT
SITE CONDITIONS AND RESULTS MUST BE DETERMINED BY CONDITIONS AND SHALL HAVE THE
APPROVAL OF THE ENGINEER BEFORE BEING INSTALLED.  DO NOT SCALE DRAWINGS.

ALL DUCTWORK SIZES, AS SHOWN ON THE DRAWINGS, ARE INTERNAL CLEAR DIMENSIONS AND
OVERALL DUCT SIZE SHALL BE INCREASED TO COMPENSATE FOR DUCT LINING AND/OR EXTERNAL
INSULATION  THICKNESS.

PROVIDE STAINLESS  PIPE OR DUCT SLEEVES IN PIPE OR DUCT PENETRATION THRU WALLS AND
FLOORS AND PROPERLY CAULKED IN A MANNER APPROVED BY ENGINEER.

CONTRACTOR SHALL SUBMIT TO THE ARCHITECT-ENGINEER AND/OR OWNER ONE (1) SET OF
REPRODUCIBLE AS-BUILT DRAWINGS AFTER CONCLUSION OF WORK.

ñEXISTING EXHAUST FAN WAS ACTIVE AND BEING USED BY GMH. WORK WILL BE DONE IN PHASING AND MUST BE
COORDINATED WITH GMH ENGINEERING. REMOVAL AND INSTALLATION SHOULD BE DONE PER SYSTEM, ONE AT A
TIME. NO WORK WILL BE DONE WITHOUT APPROVAL FROM ENGINEERING DEPARTMENTò

15.

EA WALLCAP INSTALLATION
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SECOND FLOOR PLAN _ B-WING:  DAMAGED LOCATIONS
SCALE: 3/32" = 1' - 0"
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SECOND FLOOR PLAN _ B-WING:  REAPIR AREA LOCATIONS
SCALE: 3/32" = 1' - 0"
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SECOND FLOOR PLAN _ C-WING:  DAMAGED LOCATIONS
SCALE: 3/32" = 1' - 0"
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SECOND FLOOR PLAN _ C-WING:  REPAIR AREA LOCATIONS
SCALE: 3/32" = 1' - 0"
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SECOND FLOOR PLAN _ D-WING:  DAMAGED LOCATIONS
SCALE: 3/32" = 1' - 0"
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SECOND FLOOR PLAN _ D-WING:  REPAIR AREA LOCATIONS
SCALE: 3/32" = 1' - 0"
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